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GENERAL NOTES

GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

TIMES.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

15.

16.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED.

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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4 EXISTING 4" SLEEVE FROM MDF TO FLOOR 1 CEILING.
PULL CAT6A XE CABLING THROUGH.

BUILDING 300 - FLOOR 2

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

3 EXISTING RACK. INSTALL (1) 24 PORT CAT6A PATCH
PANEL ABOVE "PANEL 1". LABEL NEW PANEL "PANEL
0". TERMINATE  CAT6A CABLES.

5 EXISTING SLEEVE. PULL CABLING THROUGH &
FIRE-SEAL.

RECESSED DATA OUTLET

ON WEST FACE OF

SOFFIT.

RECESSED DATA OUTLET

ON WEST FACE OF

SOFFIT.

RECESSED DATA OUTLET

ON WEST FACE OF

SOFFIT.

3

5

4

LEAVE 3' OF SLACK

ON (2) CABLES

LEAVE 3' OF SLACK

ON (2) CABLES

LEAVE 3' OF SLACK

ON (2) CABLES
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CONSTRUCTION NOTES

BUILDING 500 - FLOOR 1 WEST

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

6 EXISTING 1.5" CONDUIT FROM IDF 500 (SEE SHEET 9)
TO MECHANICAL SPACE ABOVE STUDENT STORE DROP
CEILING. WRECK OUT WHITE COAX CABLING ONLY.
PULL THROUGH CAT6A-XE CABLING.

6

7

7

7 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER.

SEE NSD PROJECT

MANAGER FOR

MOUNTING HEIGHT.

SEE NSD PROJECT

MANAGER FOR

MOUNTING HEIGHT.

KEY PLAN: BLDG 500 - FL1

STAIRWELL TO

BASEMENT LEVEL IDF 500

INSTALL (1) 1"

SLEEVE
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before you dig.Call

R

CONFIDENTIAL/PROPRIETARY

SHEET: OF 9 15

CONSTRUCTION NOTES

BUILDING 500 - BASEMENT

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

KEY PLAN: BLDG 500 - FL1

8 EXISTING RACK. INSTALL (1) 24 PORT CAT6A PATCH
PANEL ABOVE EXISTING CAT5 TERMINATION PANEL.
LABEL NEW PANEL "PANEL 0". TERMINATE  CAT6A
CABLES.

8

6 EXISTING 1.5" CONDUIT FROM IDF 500 TO
MECHANICAL SPACE ABOVE STUDENT STORE DROP
CEILING. WRECK OUT WHITE COAX CABLING ONLY.
PULL THROUGH CAT6A XE CABLING.

2 PLACE NEW CAT6A XE CABLING ON EXISTING LADDER
TRAY.

2

6

2
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CONSTRUCTION NOTES

BUILDING 600 SOUTH

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

KEY PLAN: BLDG 600 

7 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER.

IDF 600. SEE ENLARGED

DETAIL ON SHEET 11.

7 7

9 PLACE (1) 4"X4"X4" NEMA-1 METALLIC J-BOX AT 10'
ABOVE FLOOR. INSTALL (1) 1" SLEEVE THROUGH WALL
IN BACK OF J-BOX. PULL CAT6A-XE CABLING
THROUGH.

9

RUN WIRE MOLD AT 10'

ABOVE GYM FLOOR.

RUN WIRE MOLD AT 10'

ABOVE GYM FLOOR.

MOUNT J-BOX AT 10' (ON

CENTER) ABOVE GYM

FLOOR.

MOUNT J-BOX AT 10' (ON

CENTER) ABOVE GYM

FLOOR.
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IDF 600 SLAB CONDUIT DIAGRAM

ATTACH CAT12 J-HOOK

PATHWAY  ALONG

CEILING.

10 EXISTING VACANT 2" CONDUIT FROM IDF 600 TO
J-BOX IN RM. 613. PULL THROUGH (6) CAT6A CABLES.

10 11

11 EXISTING VACANT 2" CONDUIT FROM IDF 600 TO
J-BOX IN RM. 622. PULL THROUGH (6) CAT6A CABLES.
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H
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E
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T
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0

12 EXISTING WALL MOUNT CABINET. INSTALL (1) 24 PORT
CAT6A PATCH PANEL ABOVE "PANEL 1". LABEL NEW
PANEL "PANEL 0". TERMINATE CAT6A CABLES.

12

INSTALL (1) 1"
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10 EXISTING VACANT 2" CONDUIT FROM IDF 600 TO
J-BOX IN RM. 613. PULL THROUGH (6) CAT6A CABLES.

10

13

14

7

7 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER.

7

13 REMOVE HINGED COVER OF EXISTING
RECESSED 12"X2"X4" JBOX AND INSTALL
HOFFMAN 12"X12"X4" PULL BOX EXTENDER
(EXTENSION RING). ATTACH NEW 2" EMT
PATHWAY & PULL CAT6A CABLING THROUGH.

14 SURFACE MOUNT (1) 1.5" EMT. PULL (6)
CAT6A CABLES THROUGH.

15

15

16

17

4
0
'

1
5

'

MOUNT J-BOX AT 14' (ON

CENTER) ABOVE GYM

FLOOR.

MOUNT J-BOX AT 14' (ON

CENTER) ABOVE GYM

FLOOR.

3

4

16 SURFACE MOUNT (1) 1.5" EMT ON
GYMNASIUM WALL FROM LB TO NEW JBOX.

15 INSTALL (1) 1.5"LB THROUGH WALL.

17 SURFACE MOUNT (1) 1" EMT.

10'
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KEY PLAN: BLDG 600 

7 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER.

7

7

15

16

17

MOUNT J-BOX AT 14' (ON

CENTER) ABOVE GYM

FLOOR.

MOUNT J-BOX AT 14' (ON

CENTER) ABOVE GYM

FLOOR.

11 EXISTING VACANT 2" CONDUIT FROM IDF 600 TO
J-BOX IN RM. 622. PULL THROUGH (6) CAT6A CABLES.

11

18 WALL FISH  (6) CAT6A CABLES FROM EXISTING
RECESSED JBOX TO DROP CEILING SPACE OF
RM. 618.

18

16 SURFACE MOUNT (1) 1.5" EMT ON
GYMNASIUM WALL FROM LB TO NEW JBOX.

15 INSTALL (1) 1.5"LB THROUGH WALL.

17 SURFACE MOUNT (1) 1" EMT.
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PHOTO #1:  BLDG 100 - FL1 - WOOD SHOP FACING EAST PHOTO #2:  IDF 500 FACING EAST PHOTO #3:  BUILDING 600 MAIN GYM FACING NORTHWEST

PHOTO #4:  BLDG 600 - RM. 613 FACING NORTHWEST

2-GANG SURFACE MOUNT

TERMINATION BOX ON

FACE OF SOFFIT.

6 EXISTING 1.5" CONDUIT FROM IDF 500 TO
MECHANICAL SPACE ABOVE STUDENT STORE DROP
CEILING. WRECK OUT WHITE COAX CABLING ONLY.
PULL THROUGH CAT6A XE CABLING.

6

7 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER.

16 SURFACE MOUNT (1) 1.5" EMT ON
GYMNASIUM WALL FROM LB TO NEW JBOX.

15 INSTALL (1) 1.5"LB THROUGH WALL

17 SURFACE MOUNT (1) 1" EMT.

7

15

16

17

7

13 REMOVE HINGED COVER OF EXISTING
RECESSED 12"X2"X4" JBOX AND INSTALL
HOFFMAN 12"X12"X4" PULL BOX EXTENDER
(EXTENSION RING) . ATTACH NEW 2" EMT
PATHWAY & PULL CAT6A CABLING THROUGH.

14 SURFACE MOUNT (1) 2" EMT. PULL (6) CAT6A
CABLES THROUGH.

13

14
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GENERAL NOTES

GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

TIMES.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

15.

16.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED.

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.

28. ALL HORIZONTAL PENETRATIONS THROUGH FIRE-WALLS SHALL BE SLEEVED AND FIRE-STOPPED TO MAINTAIN FIRE

RATING OF WALL.
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BUILDING 100 PLAN                                    

CONSTRUCTION NOTES

1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

PLACE RECESSED

DATA OUTLET MIN 9'0" ABOVE FLOOR

PLACE RECESSED DATA

OUTLET ON SOUTH FACE

OF SOFFIT MIN 10'0" ABOVE FLOOR.

EXISTING RACEWAY

IN MECHANICAL

SOFFIT

PLACE RECESSED DATA

 OUTLET MIN 9'0"

ABOVE FLOOR

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK ON

(2) CABLES IN MECH.

SOFFIT

MOUNT DUPLEX BISCUIT

 JACK TO CEILING

EX. RACEWAY IN

MECH. MEZZANINE

PLACE EMT

ALONG BEAM

1

SURFACE MOUNT BISCUT

MIN 8'0" ABOVE FLOOR

3
5
'

RE-FEED

CAMERA - 100 IDF.

TERMINATE

CAMERA END OF

CABLE RJ-45

MALE.

TERMINATE IDF

SIDE OF CABLE

TO EXISTING

PATCH PANEL.

1

1

1

BLDG 100 IDF. SEE SHEET 5

FOR ENLARGED DETAIL.

1

MOUNT DUPLEX BISCUIT

 JACK TO CEILING

2

2 INSTALL (1) 1" EMT THROUGH WALL. PULL CAT6A CABLE(S)
THROUGH.

3 SURFACE MOUNT (1) 1" EMT. PULL CAT6A CABLES
THROUGH.

4 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL 3' OF
(1) CAT6A CABLE. TERMINATE (1) CAT6A CABLE TO FEMALE
KEYSTONE JACK & MOUNT IN DUPLEX SURFACE MOUNT
BISCUIT JACK INSIDE OF J-BOX. DRILL 1" HOLE IN BACK OF
J-BOX AND THROUGH STAGE WALL. CONSULT NSD
PROJECT MANAGER FOR MOUNTING HEIGHT ABOVE
STAGE.

INSTALL RECESSED DATA

OUTLET AT 9' ABOVE

FLOOR.

PLACE RECESSED DATA

 OUTLET AT 10'0" ABOVE FLOOR

3

4

3

3

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

4

0

5
0
'

2

0

'

2

0

'

1

SURFACE MOUNT BISCUT

MIN 10'0" ABOVE FLOOR

SURFACE MOUNT BISCUT

MIN 10'0" ABOVE FLOOR

3

INSTALL 4"X4" J-BOX & 1"

SLEEVE FOR TRANSITION

THROUGH WALL.

PLACE CABLING IN EXISTING

WIRE MOLD / RACEWAY.

INSTALL 4"X4" J-BOX  FOR

TRANSITION THROUGH

WALL.

CORE (1) 1" EMT SLEEVE

THROUGH BRICK WALL.

MINI-IDF: INSTALL (1)

CAT5E PATCH PANEL AND

TERMINATE (2) CAT5E

CABLES (T568A).

WRECK OUT EX. CAT5E

CABLE BACK TO MINI-IDF.

TERMINATE NEW PLENUM

CAT5E WITH RJ-45 MALE

ABOVE CEILING. LEAVE 3'

SLACK LOOP.

INSTALL PLENUM RATED

CAT5E CABLE ALONG

SAME PATH AS EXISTING

CABLING.

INSTALL PLENUM RATED

CAT5E CABLE ALONG

SAME PATH AS EXISTING

CABLING.

TERMINATE (1) NEW PLENUM

CAT5E WITH  RJ-45 MALE ABOVE

CEILING (MATCH EXISTING IN

BOYS BATHROOM). LEAVE 3'

SLACK LOOP.

NEW 2" SLEEVE.

NEW 1" SLEEVE.

NEW 1" SLEEVE.

1

1

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 18 & 19 FOR SITE PHOTOGRAPHS.
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1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

BUILDING 100 IDF PLAN                                    

ENLARGED DETAIL: BUILDING 100 IDF (ROOM 126A)

5

5 INSTALL (2) 24 PORT CAT6A PATCH PANELS AT TOP OF
RACK. LABEL TOP PATCH PANEL "PANEL 0" LABEL BOTTOM
PATCH PANEL "PANEL 00". TERMINATE ALL NEW CAT6A
CABLES IN BUILDING 200. LEAVE 3' OF SLACK ON ALL NEW
CABLES.

1

6 (2) EXISTING 4" CONDUITS TO CABLE RACEWAY IN
MECHANICAL MEZZANINE. PULL CAT6A CABLING
THROUGH.

6

PLACE ALL (8) CAT6A

CABLES TO

ADMINISTRATION

OFFICE AREA.

NEW 2"

SLEEVE.
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BUILDING 200 PLAN                                    

RECESSED  OUTLET.

PLACE MIN 9'0" ABOVE FLOOR

EXISTING

SLEEVE

THRU MECH.

MEZZANINE

RECESSED OUTLET.

PLACE MIN 9'0" ABOVE FLOOR.

WRECK OUT EXISTING WIRE MOLD

AND PATCH CABLES TO EXISTING

WAP.

RECESSED  OUTLET.

PLACE MIN 9'0"

ABOVE FLOOR

1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

7 EXISTING RELAY RACK. WRECK OUT DECOMMISSIONED
MULTIMODE PATCH PANELS AT TOP OF RACK. INSTALL (1)
24 PORT CAT6A PANEL AT TOP OF RACK AND LABEL
PANEL: "PANEL 0". TERMINATE NEW CAT6A-XE CABLING.
LEAVE 3' SLACK ON ALL NEW CABLING.

7

8

8 EXISTING EMT. PULL CAT6A-XE CABLES THROUGH.

MATCH TO SHEET 7

9

9 REPLACE EXISTING DATA OUTLET WITH DUPLEX CAT6A
OUTLET. WRECK OUT EXISTING CAT5 CABLING BACK TO
IDF.

EXISTING

CABLE TRAY

EXISTING

CABLE TRAY

EXISTING

CABLE TRAY

RECESSED  OUTLET.

PLACE MIN 9'0"

ABOVE FLOOR

10'

RECESSED  OUTLET.

PLACE MIN 9'0" ABOVE FLOOR

1
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BUILDING 300 PLAN                                    

IDF 300 (ROOM 320A) IS ON

MEZZANINE LEVEL.

8

8

12

8 EXISTING EMT. PULL CAT6A-XE CABLES THROUGH.

12 INSTALL (1)  SLEEVE ABOVE DROP CEILING THROUGH TO
BUILDING 300 IDF ON 2ND FLOOR.

13 INSTALL (1) 24 PORT CAT6A PATCH PANEL AT TOP OF
EXISTING  RACK & BELOW FIBER TERMINATION PANEL.
LABEL PATCH PANEL "PANEL 0". TERMINATE ALL NEW
CAT6A CABLES IN BUILDING 300. INSTALL (1) CAT5E PATCH
PANEL BELOW "PANEL 2" , LABEL NEW PANEL AS "PANEL
3". TERMINATE ALL NEW CAT5E CABLES. LEAVE 3' OF SLACK
ON ALL NEW CABLES.

13

15'

34'

2
8
'

14

14 EXISTING 4" CONDUIT EQUIPPED WITH (4) 1" SUB DUCTS.
PULL (4) CMP/CMX RATED CAT5E CABLES THROUGH (1)
VACANT SUB DUCT. LEAVE PULL STRING IN PATHWAY.

15 INSTALL (1) 1.25" RISER RATED INNERDUCT. PULL (4)
CMP/CMX RATED CAT5E CABLE THROUGH.

16

15

16 INSTALL (1) 2" SLEEVE THROUGH WALL AND INSTALL (1) 2"
WEATHERHEAD ON EXTERIOR. CHECK WITH PROJECT
MANAGER FOR INSTALLATION HEIGHT.

M
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17 EXISTING 2" LB. DRILL 3/4" HOLE IN LB, PULL (2) CAT6A
CABLES THROUGH TO NEW WIREMOLD PATHWAY.

BUILDING 400 PLAN                    

PLACE WM

ON CEILING

BEAM

INSTALL DUPLEX SURFACE

 MOUNT BISCUIT JACK

MIN 9'0" ABOVE FLOOR

17

PLACE CAT12 J-HOOK

PATHWAY THROUGH

MECHANICAL MEZZANINE

18

18 CONNECT DATA JUNCTION BOX TO "TV" JUNCTION BOX
WITH (1) 1" EMT. PULL (1) CAT6A CABLE THROUGH.

19 EXISTING 1" CONDUIT WITH (1) COAX CABLE. WRECK OUT
COAX. PULL (1) CAT6A CABLE THROUGH.

19

19

EXISTING

"TV" JBOX

EXISTING

"DATA" JBOX

20

20 WRECK OUT EMT FROM EXISTING LB TO EXISTING COAX
TERMINATION POINT (SURFACE MOUNT 4"X4" J-BOX).
WRECK OUT EXISTING J-BOX.

21

21 SURFACE MOUNT (1) NEW 1" EMT FROM EXISTING LB.

22

22 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (1) CAT6A CABLE. TERMINATE (1) CAT6A CABLE
TO FEMALE KEYSTONE JACK & MOUNT IN DUPLEX
BISCUIT JACK INSIDE J-BOX. DRILL (1) 1" PASS
THROUGH IN CENTER OF J-BOX COVER.

PLACE MIN 8'0"

ABOVE FLOOR

33'

98'

1
7
'

3
4
'

4
3
'

12'

UNDERGROUND CONDUIT.

PULL OSP/CM RATED

CABLING THROUGH.

18

23 EXISTING (1)  2" EMT. CAT6A CABLING THROUGH.

23

4
6
'

50'

14'

1
3
'

29'

18'

2
1
'

4
5
'

7
'

15'

1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

1

1

1

1

DATA PULL BOX

LOCATED IN

MECHANICAL

MEZZANINE LEVEL.

24 EXISTING 2 POST RACK. INSTALL (1) 24 PORT CAT6A PATCH
BELOW EXISTING FIBER TERMINATION PANEL . LABEL NEW
PANEL "PANEL 0". TERMINATE ALL NEW CAT6A CABLES
FOR BUILDING 400.

24

INSTALL DUPLEX SURFACE

 MOUNT BISCUIT JACK

MIN 9'0" ABOVE FLOOR

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

INSTALL DUPLEX SURFACE

 MOUNT BISCUIT JACK

MIN 9'0" ABOVE FLOOR

INSTALL RECESSED

DATA OUTLET MIN

9'0" ABOVE FLOOR

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 18 & 19 FOR SITE PHOTOGRAPHS.

1

NEW 1" SLEEVE

NEW 1" SLEEVE

NEW 1" SLEEVE

NEW 1" SLEEVE

NEW 1" SLEEVE
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25 EXISTING 2 POST RACK. INSTALL (1) 24 PORT CAT6A PATCH
BELOW EXISTING FIBER TERMINATION PANEL . LABEL NEW
PANEL "PANEL 0". TERMINATE ALL NEW CAT6A CABLES
FOR BUILDING 500.

BUILDING 500 LOWER LEVEL PLAN                    

25

26 INSTALL (1) 1.25" SLEEVE THROUGH CMU WALL.

27 INSTALL 4"X4"X4" J-BOX TO CMU WALL. CONNECT NEW
CONDUIT FROM ABOVE (SEE NEXT SHEET).

M
A
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H
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E
T

1
0

26

27

MATCH TO SHEET 10

28 PLACE (1) 12"X12"X4" PVC J-BOX. COIL 3' OF (2) CAT6A
CABLES. TERMINATE (2) CAT6A CABLES TO FEMALE
KEYSTONE JACKS & MOUNT IN DUPLEX SURFACE MOUNT
BISCUIT JACK INSIDE OF J-BOX. DRILL (1) 1" PASS
THROUGH IN CENTER OF J-BOX COVER.

28

29

29 CORE DRILL SLAB AND INSTALL (1) 1.25" RIGID CONDUIT
FROM UPPER LEVEL DROP CEILING SPACE TO LOWER LEVEL
DROP CEILING SPACE.

1

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 18 & 19 FOR SITE PHOTOGRAPHS.

1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

1

NEW 1" SLEEVE
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BUILDING 500 MAIN LEVEL PLAN

29 CORE DRILL SLAB AND INSTALL (1) 1.25" EMT CONDUIT
FROM UPPER LEVEL DROP CEILING SPACE TO LOWER LEVEL
DROP CEILING SPACE.

29

30 CORE FLOOR SLAB AND INSTALL (1) 1.25" EMT CONDUIT
FROM DROP CEILING SPACE THROUGH TO LOWER LEVEL.

30

31

31 CORE (1) 1" SLEEVE THROUGH  CMU WALL.

32 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL 3' OF
(2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES TO
FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX SURFACE
MOUNT BISCUIT JACK INSIDE OF J-BOX. DRILL (1) 1" PASS
THROUGH IN CENTER OF J-BOX COVER. REMOVE CENTER
KNOCKOUT AT BOTTOM OF J-BOX.

32

3232

32

6
8
'

6
8
'

INSTALL WIREMOLD

PATHWAY ABOVE

WRESTLING TROPHY

DISPLAY.

3333

33 SURFACE MOUNT (1) 1" EMT CONDUIT. PULL CAT6A
CABLING THROUGH.

INSTALL AT 13'0" (ON

CENTER) ABOVE GROUND

LEVEL.

INSTALL AT 13'0" (ON

CENTER) ABOVE GROUND

LEVEL.

INSTALL AT 13'0" (ON

CENTER) ABOVE GROUND

LEVEL.

INSTALL AT 13'0" (ON

CENTER) ABOVE GROUND

LEVEL.

34

34 INSTALL (1) 1.5" EMT THROUGH WALL, PLACE LB ON GYM
SIDE OF WALL AND SURFACE MOUNT 1.5" EMT TO NEW
J-BOX.

2

3

5

4

6

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 18 & 19 FOR SITE PHOTOGRAPHS.

1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

1

NEW 1" SLEEVE

NEW 1" SLEEVE

1
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35 EXISTING 2 POST RACK. INSTALL (1) 24 PORT CAT6A PATCH
ABOVE "PANEL 1". LABEL NEW PANEL "PANEL 0".
TERMINATE ALL NEW CAT6A CABLES.

BUILDING 600 PLAN                    

35

36

36 EXISTING 4" CONDUIT. PULL NEW CABLING THROUGH.

1
0
'

NOTE: ALL SLEEVES TO BE 1" DIA

UNLESS OTHERWISE NOTED.
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BUILDING 700 PLAN                    

LEAVE 3' SLACK ON

(2) CABLES

LEAVE 3' SLACK ON

(2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT JACK ON

CEILING

INSTALL RECESSED DATA

OUTLET ON NORTH  FACE

OF SOFFIT MINIMUM 9'

ABOVE FLOOR.

INSTALL RECESSED

DATA OUTLET MIN

9'0" ABOVE FLOOR

INSTALL RECESSED

DATA OUTLET MIN

9'0" ABOVE FLOOR

INSTALL RECESSED

DATA OUTLET MIN

9'0" ABOVE FLOOR

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT JACK ON

CEILING

INSTALL RECESSED

DATA OUTLET MIN

9'0" ABOVE FLOOR

INSTALL RECESSED

DATA OUTLET MIN

9'0" ABOVE FLOOR

38

38 EXISTING 2 POST RACK. INSTALL (2) 24 PORT CAT6A PATCH
PANELS ABOVE "PANEL 1". LABEL TOP NEW PANEL "PANEL
00". LABEL BOTTOM NEW PANEL "PANEL 0". TERMINATE
ALL NEW CAT6A CABLES.

INSTALL RECESSED

DATA OUTLET MIN

9'0" ABOVE FLOOR

INSTALL RECESSED

DATA OUTLET MIN

9'0" ABOVE FLOOR

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON WALL AT 9'0"

ABOVE FLOOR.

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON WALL AT 9'0"

ABOVE FLOOR.

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES
LEAVE 3' SLACK

ON (2) CABLES

1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

1

1

1

1

1

NOTE: ALL SLEEVES TO BE 1" DIA

UNLESS OTHERWISE NOTED.
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MOUNT RECESSED

DATA OUTLET ON FACE

OF SOFFIT AT 9'0"

ABOVE FLOOR.

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

MOUNT

RECESSED DATA

OUTLET AT 9'0"

ABOVE FLOOR.

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

PLACE WIRE

MOLD ON BEAM

PLACE WIRE

MOLD ON BEAM

PLACE WIRE

MOLD ON BEAM

PLACE WIRE

MOLD ON BEAM

MOUNT RECESSED

DATA OUTLET ON FACE

OF SOFFIT AT 9'0"

ABOVE FLOOR.

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

PLACE WIRE

MOLD ON BEAM

PLACE WIRE

MOLD ON BEAM

PLACE WIRE

MOLD ON BEAM

MOUNT DUPLEX

SURFACE

MOUNT BISCUIT

ON CEILING

MOUNT DUPLEX

SURFACE

MOUNT BISCUIT

ON CEILING

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

LEAVE 3' SLACK

ON (2) CABLES

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON WALL AT 9'0"

ABOVE FLOOR.

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON WALL AT 9'0"

ABOVE FLOOR.

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON WALL AT 9'0"

ABOVE FLOOR.

37 EXISTING 2 POST RACK. INSTALL (2) 24 PORT CAT6A PATCH
PANELS ABOVE "PANEL 1". LABEL TOP NEW PANEL "PANEL
00". LABEL BOTTOM NEW PANEL "PANEL 0". TERMINATE
ALL NEW CAT6A CABLES.

37.1 INSTALL (1) 3" EMT RISER FROM EXISTING RACK LOCATION
TO EXISTING CABLE TRAY IN MECHANICAL MEZZANINE
ABOVE. PULL ALL NEW CABLING THROUGH.

37

37.1

INSTALL D-RINGS AS

NEEDED FOR PATHWAY

IN IDF.

1

1

1

1
1

NOTE: ALL SLEEVES TO BE 1" DIA

UNLESS OTHERWISE NOTED.

1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

1
1

1

1

1 1
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MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT DUPLEX

SURFACE MOUNT

BISCUIT ON CEILING

MOUNT RECESSED DATA

OUTLET ON WEST FACE OF

SOFFIT AT 9'0" ABOVE FLOOR.

RUN WIRE MOLD

ALONG BOTTOM OF

SOFFIT.

RUN WIRE MOLD

ALONG BOTTOM OF

SOFFIT.

MOUNT

RECESSED DATA

OUTLET AT 9'0"

ABOVE FLOOR.

MOUNT

RECESSED DATA

OUTLET AT 9'0"

ABOVE FLOOR.

MOUNT

RECESSED DATA

OUTLET AT 9'0"

ABOVE FLOOR.

MOUNT RECESSED DATA

OUTLET ON WEST FACE OF

SOFFIT AT 9'0" ABOVE FLOOR.

MOUNT RECESSED DATA

OUTLET ON WEST FACE OF

SOFFIT AT 9'0" ABOVE FLOOR.

MOUNT

RECESSED DATA

OUTLET AT 9'0"

ABOVE FLOOR.

2
0
'

37 EXISTING 2 POST RACK. INSTALL (2) 24 PORT CAT6A PATCH
PANELS ABOVE "PANEL 1". LABEL TOP NEW PANEL "PANEL
00". LABEL BOTTOM NEW PANEL "PANEL 0". TERMINATE
ALL NEW CAT6A CABLES.

37

39

39 EXISTING (2) 4" CONDUITS ABOVE CEILING. PULL NEW
CABLING THROUGH.

MOUNT

RECESSED DATA

OUTLET AT 9'0"

ABOVE FLOOR.

MOUNT

RECESSED DATA

OUTLET AT 9'0"

ABOVE FLOOR.

NOTE: ALL SLEEVES TO BE 1" DIA

UNLESS OTHERWISE NOTED.

1 INSTALL (1)  SLEEVE THROUGH WALL. FIRE-SEAL.

1

1

1

1

1

1

1

1

1

111

1

1
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PORTABLES PLAN

40 EXISTING 444LA VAULT. PULL NEW CABLING THROUGH.

2
5
'

60'

68'

65'

15'

41 EXISTING WALL MOUNT CABINET. INSTALL (1) 24 PORT
CAT6A PATCH PANEL. TERMINATE NEW CAT6A CABLING
FROM PORTABLES 1 , 2, & 3.

42 EXISTING WALL MOUNT CABINET. INSTALL (1) 4 PLEX
SURFACE MOUNT BISCUIT JACK. TERMINATE CAT6A
CABLING FROM PORTABLES 4, 5, & 6.

40

41

42

44

43

43

43

43

43 EXISTING 1.5" CONDUIT. PULL (1) OSP/CM RATED CAT6A
CABLE THROUGH.

44 EXISTING 1.5" CONDUIT. PULL (2) OSP/CM RATED CAT6A
CABLES THROUGH.

45 INSTALL (1) 3/4" SLEEVE THROUGH FLOOR TO
CRAWLSPACE. INSTALL WIREMOLD FROM FLOOR TO DROP
CEILING. PULL (1) CAT6A CABLE THROUGH.

45

45
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PLANETARIUM

46 EXISTING 1.25" CONDUIT FROM IDF 700 TO PLANETARIUM.
PULL (1) OSP/CM RATED CAT6A CABLE THROUGH. APPROX
120 FT.

TO IDF 700

46

47

47 INSTALL (1) 4"X4"X4" J-BOX ON OSP ENTRANCE CONDUIT.
SURFACE MOUNT (1) 1" EMT UP BRICK WALL TO NEW
12"X12"X4" PVC J-BOX AT CEILING HEIGHT. TERMINATE (1)
CAT6A CABLE TO SURFACE MOUNT BISCUIT JACK INSIDE
OF J-BOX. DRILL (1) 1" HOLE IN CENTER OF 12"X12"X4"
J-BOX.

7

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 18 & 19 FOR SITE PHOTOGRAPHS.
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COURTYARD PAVILLIONS

48 INSTALL (1) 1.25" UV RATED AERIAL INNERDUCT WITH
INTEGRATED MESSENGER WIRE. PULL THROUGH (4)
CMP/CMX RATED CAT5E CABLE.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 18 & 19 FOR SITE PHOTOGRAPHS.

MATCH TO SHEET 7

3

0

'

2
2
'

8

49 INSTALL CAT-12 J-HOOK PATHWAY THROUGH ATTIC.

51 INSTALL (1) 1.25" UV RATED AERIAL INNERDUCT WITH
INTEGRATED MESSENGER WIRE. PULL THROUGH (2)
CMP/CMX RATED CAT5E CABLE.

48

49

50

51

50

49

52 INSTALL (1) 1" SLEEVE, PULL CABLING THROUGH. WEATHER
SEAL.

52

52

52

50 COIL 20' OF (1) CAT5E CABLE IN ATTIC. TERMINATE WITH
RJ-45 MALE MOD-PLUG.

53

53 TERMINATE (1) NEW CAT5E CABLE WITH RJ-45 MALE MOD
PLUG. DISCONNECT EXISTING CAT5E CABLE FROM
EXISTING SECURITY CAMERA AND PLUG IN NEW CAT5E
CABLE. WRECK OUT (1) EXISTING CAT5E CABLE BACK TO
BUILDING 300.

53

LEAVE POWER

CABLE IN PLACE

(DO NOT WRECK

OUT)

NOTE: ALL NEW CAT5E CABLES SHOWN ON

THIS SHEET TO BE TERMINATED IN BUILDING

300 IDF.
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CONSTRUCTION NOTES

PHOTO #1

PHOTO #2

PHOTO #3 PHOTO #4 PHOTO #5

4 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL 3' OF
(1) CAT6A CABLE. TERMINATE (1) CAT6A CABLE TO FEMALE
KEYSTONE JACK & MOUNT IN DUPLEX SURFACE MOUNT
BISCUIT JACK INSIDE OF J-BOX. DRILL 1" HOLE IN BACK OF
J-BOX AND THROUGH STAGE WALL. CONSULT NSD
PROJECT MANAGER FOR MOUNTING HEIGHT ABOVE
STAGE.

26 INSTALL (1) 1.25" SLEEVE THROUGH CMU WALL.

27 INSTALL 4"X4"X4" J-BOX TO CMU WALL. CONNECT NEW
CONDUIT FROM ABOVE (SEE NEXT SHEET).

30 CORE FLOOR SLAB AND INSTALL (1) 1.25" EMT CONDUIT
FROM DROP CEILING SPACE THROUGH TO LOWER LEVEL.

31 CORE (1) 1" SLEEVE THROUGH  CMU WALL.

INSTALL WIREMOLD

PATHWAY ABOVE

WRESTLING TROPHY

DISPLAY.

32 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL 3' OF
(2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES TO
FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX SURFACE
MOUNT BISCUIT JACK INSIDE OF J-BOX. DRILL (1) 1" PASS
THROUGH IN CENTER OF J-BOX COVER. REMOVE CENTER
KNOCKOUT AT BOTTOM OF J-BOX.

33 SURFACE MOUNT (1) 1" EMT CONDUIT. PULL CAT6A
CABLING THROUGH.

4

27

26

30

31

33

32

32

32

32

33

34 INSTALL (1) 1.5" EMT THROUGH WALL, PLACE LB ON GYM
SIDE OF WALL AND SURFACE MOUNT 1.5" EMT TO NEW
J-BOX.

34
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CONSTRUCTION NOTES

1 EXISTING 1.5"∅ CONDUIT WITH (1) OSP RATED TELEPHONE
CABLE. REPLACE EXISTING TELEPHONE CABLE WITH  (2)
4PR OSP RATED CAT5E CABLES & "12CT SMF - IDF 600 TO
CONCESSION STAND".

PHOTO #8

29 CORE DRILL SLAB AND INSTALL (1) 1.25" EMT CONDUIT
FROM UPPER LEVEL DROP CEILING SPACE TO LOWER LEVEL
DROP CEILING SPACE.

29

PHOTO #7

46 EXISTING 1.25" CONDUIT FROM IDF 700 TO PLANETARIUM.
PULL (1) OSP/CM RATED CAT6A CABLE THROUGH. APPROX
120 FT.

46

47

47

47

16 INSTALL (1) 2" SLEEVE THROUGH WALL AND INSTALL (1) 2"
WEATHERHEAD ON EXTERIOR. CHECK WITH PROJECT
MANAGER FOR INSTALLATION HEIGHT.

16

48

47 INSTALL (1) 4"X4"X4" J-BOX ON OSP ENTRANCE CONDUIT.
SURFACE MOUNT (1) 1" EMT UP BRICK WALL TO NEW
12"X12"X4" PVC J-BOX AT CEILING HEIGHT. TERMINATE (1)
CAT6A CABLE TO SURFACE MOUNT BISCUIT JACK INSIDE
OF J-BOX. DRILL (1) 1" HOLE IN CENTER OF 12"X12"X4"
J-BOX.

48 INSTALL (1) 1.25" UV RATED AERIAL INNERDUCT WITH
INTEGRATED MESSENGER WIRE. PULL THROUGH (4)
CMP/CMX RATED CAT5E CABLE.
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PROJECT NAME: INGLEMOOR HS - TELEPHONE CABLING UPGRADE

SHEET INDEX

1. COVER SHEET / SITE LOCATION

2. LEGEND

3. GENERAL NOTES

4. NORTH CAMPUS CONDUIT PLAN

5. SOUTH CAMPUS CONDUIT PLAN

6. BUILDING 100 PLAN

7. BUILDING 200 PLAN

8. BUILDING 300 PLAN

9. BUILDING 400 PLAN

10. BUILDING 500 PLAN

11. BUILDING 600 PLAN

12. BUILDING 700 PLAN

13. BUILDING 800 PLAN

14. BUILDING 900 PLAN

SCOPE OF WORK:

1. WRECK OUT EXISTING CAT3 TELEPHONE

CABLING FROM TELEPHONE ROOM IN

BUILDING 200 TO EACH IDF: 100, 300 , 400, 500

,600, 700, 800, 900.

2. INSTALL (1) NEW 4PR OSP RATED CAT5E

CABLE FROM MDF ROOM IN BUILDING 200 TO

EACH IDF: 300, 400, 500, 600, 700, 800, 900.
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C. 425.408.7772
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MIKE HAWKER
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MHAWKER@NSD.ORG

JOHN SHAFER

MGC TECHNICAL CONSULTING

8521 154TH AVE NE

REDMOND, WA 98052

C. 206.307.4834

JOHN@MGCTECHNICAL.COM
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GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE WET RATED (OSP).

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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NORTH CAMPUS

CONSTRUCTION NOTES

MATCH TO SHEET 3

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 32 FOR SITE PHOTOGRAPHS.

BUILDING 400
BUILDING 500

BLDG
599

BUILDING 600

BUILDING 700

BUILDING 300

BUILDING 200

MATCH TO SHEET 5

SEE ENLARGED DETAIL
ON SHEET 9

SEE ENLARGED DETAIL
ON SHEET 10

SEE ENLARGED DETAIL
ON SHEET 11

SEE ENLARGED DETAIL
ON SHEET 8

SEE ENLARGED DETAIL
ON SHEET 12

SEE ENLARGED DETAIL
ON SHEET 6
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55'

13'

50'

93'

44'

50'40'
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55'

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.
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8'
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1

1

1

1
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MATCH TO SHEET 4

MATCH TO SHEET 6

BUILDING 800

BUILDING 900

BUILDING  100

BUILDING   200

ALL OSP CONDUIT ROUTES ESTIMATED UNLESS

OTHERWISE NOTED.

SEE ENLARGED DETAIL
ON SHEET 7

SEE ENLARGED DETAIL
ON SHEET 13

SEE ENLARGED DETAIL
ON SHEET 6

SEE ENLARGED DETAIL
ON SHEET 14

68'

34'

118'

45'

80'

190'

91'

1

1
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1

1

2

1

2 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION.

SOUTH CAMPUS

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.
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BUILDING 100 PLAN                                    

CONSTRUCTION NOTES

3 WRECK OUT EXISTING GREY 50PR CABLE. CABLE IS LAYING
ON FLOOR BEHIND TELECOM RACKS.

BUILDING 100 IDF LOCATION & CONDUIT

PATHWAY.

ENLARGED DETAIL: BUILDING 100 IDF (ROOM 126A)

MATCH TO SHEET 5

5
6
'

3

2 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION.
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2

TO VAULT 12
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CONSTRUCTION NOTES

4 REMOVE EXISTING 110 BLOCKS. VERIFY CORRECT 110
BLOCKS WITH NSD REPRESENTATIVE PRIOR TO
WRECK-OUT. WRECK OUT COPPER IDF TIE CABLING FROM
110 BLOCK BACK TO RESPECTIVE IDF.

BUILDING 200 IDF FIBER PLAN

KEY PLAN: BLDG 200

BUILDING 200 TELEPHONE ROOM LOCATION

ENLARGED DETAIL: BUILDING

200  TELEPHONE ROOM

5

BUILDING 200 BASEMENT MDF
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E
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W

4

5 EXISTING (6) 4" CONDUITS TO VAULT #1. PULL (7) 4PR OSP
RATED CAT5E CABLES THROUGH TO DISTRIBUTE TO EACH
IDF: 300,400,500,600,700,800,900.

6 EXISTING TELECOM CABINET. INSTALL (2) 24 PORT CAT5E
PATCH PANELS. TERMINATE (7) OSP RATED CAT5E IDF TIE
CABLES. TERMINATE (1) PAIR PER PORT ON BLUE
PUNCHDOWN.

6

EX 4" CONDUITS

TO VAULT #1.
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BUILDING 300 PLAN                                    

28'

36'

IDF 300 (ROOM 320A) IS ON

SECOND FLOOR OF

BUILDING.

1

7

TO VAULT 3

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.8'

1

7 EXISTING TELECOM RACK. TERMINATE (1) 4 PR OSP RATED
CAT5E IDF TIE CABLE TO EXISTING PATCH PANEL.
TERMINATE 1 PAIR PER PORT ON BLUE PUNCHDOWN.

8

8 REMOVE EXISTING 110 BLOCK & CROSS CONNECT TO
PATCH PANEL IN TELECOM RACK.

MATCH TO SHEET 4
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BUILDING 400 PLAN                    

BUILDING 400 IDF LOCATION ENLARGED DETAIL: BUILDING 400 IDF

EX. 4"Ø CONDUIT

 TO VAULT 5

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.

7 EXISTING TELECOM RACK. TERMINATE (1) 4 PR OSP RATED
CAT5E IDF TIE CABLE TO EXISTING PATCH PANEL.
TERMINATE 1 PAIR PER PORT ON BLUE PUNCHDOWN.

8 REMOVE EXISTING 110 BLOCK & CROSS CONNECT TO
PATCH PANEL IN TELECOM RACK.
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7

8

MATCH TO SHEET 4
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BUILDING 500 PLAN                    

BUILDING 500 IDF LOCATION AND

CONDUIT PATHWAY

62'

TO VAULT 5

BUILDING

500 IDF

1

1

ENLARGED DETAIL: BUILDING 500

IDF (ROOM 514)

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.

7 EXISTING TELECOM RACK. TERMINATE (1) 4 PR OSP RATED
CAT5E IDF TIE CABLE TO EXISTING PATCH PANEL.
TERMINATE 1 PAIR PER PORT ON BLUE PUNCHDOWN.

9 REMOVE (1) 50PR OSP RATED CAT3 CABLE FROM 110
BLOCK. REMOVE CROSS CONNECT TO PATCH PANEL IN
TELECOM RACK. 110 BLOCK TO REMAIN. NOTE: THERE ARE
(2) OSP RATED CABLES CURRENTLY TERMINATED TO THIS
110 BLOCK. VERIFY CORRECT CABLE TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO WRECK OUT.

7

9

MATCH TO SHEET 4

TO VAULT 5

TO VAULT 5
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BUILDING 600 PLAN                    

BUILDING 600 IDF LOCATION

ENLARGED DETAIL: BUILDING 600 IDF

EX 4" CONDUIT TO

VAULT 8

1

7

8

1

1
5
'

MATCH TO SHEET 4

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.

7 EXISTING TELECOM RACK. TERMINATE (1) 4 PR OSP RATED
CAT5E IDF TIE CABLE TO EXISTING PATCH PANEL.
TERMINATE 1 PAIR PER PORT ON BLUE PUNCHDOWN.

8 REMOVE EXISTING 110 BLOCK & CROSS CONNECT TO
PATCH PANEL IN TELECOM RACK.

AutoCAD SHX Text
DATE

AutoCAD SHX Text
ENGINEER

AutoCAD SHX Text
DRAFTER

AutoCAD SHX Text
COMMENT

AutoCAD SHX Text
ORIGINAL

AutoCAD SHX Text
REVISION #

AutoCAD SHX Text
AS-BUILT

AutoCAD SHX Text
12/13/18

AutoCAD SHX Text
JLS

AutoCAD SHX Text
JLS

AutoCAD SHX Text
1

AutoCAD SHX Text
0

AutoCAD SHX Text
SCALE: NTS

AutoCAD SHX Text
X



DRAWING NAME:

CLIENT ENGINEER:

ENGINEERING FIRM:

PROJECT NUMBER:

LOCATION:

NSD - INGLEMOOR HIGH SCHOOL - COPPER

REMOVAL.dwg

NO.

1

2

3

MIKE HAWKER

MGC TECHNICAL CONSULTING INC.

----

15500 SIMONDS RD. NE

KENMORE, WA 98028

CONFIDENTIAL/PROPRIETARY
SHEET: OF 12 14

CONSTRUCTION NOTES

BUILDING 700 PLAN                    

BUILDING 700 IDF LOCATION ENLARGED DETAIL: BUILDING 700 IDF

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.

7 EXISTING TELECOM RACK. TERMINATE (1) 4 PR OSP RATED
CAT5E IDF TIE CABLE TO EXISTING PATCH PANEL.
TERMINATE 1 PAIR PER PORT ON BLUE PUNCHDOWN.

EX 4" CONDUIT TO

VAULT 11

7

1

10 REMOVE (1) GREY 50PR  CAT3 CABLE FROM 110 BLOCK.
REMOVE CROSS CONNECT TO PATCH PANEL IN TELECOM
RACK. 110 BLOCK TO REMAIN.

10
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BUILDING 800 PLAN                    

BUILDING 800 IDF LOCATION & CONDUIT PATHWAY ENLARGED DETAIL: BUILDING 800 IDF

1

TO VAULT 11

38'

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.

7 EXISTING TELECOM RACK. TERMINATE (1) 4 PR OSP RATED
CAT5E IDF TIE CABLE TO EXISTING PATCH PANEL.
TERMINATE 1 PAIR PER PORT ON BLUE PUNCHDOWN.

EX 4" CONDUIT TO

VAULT 11

1

8

8 REMOVE EXISTING 110 BLOCK & CROSS CONNECT TO
PATCH PANEL IN TELECOM RACK.

7

MATCH TO SHEET 5
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BUILDING 900 PLAN                    

BUILDING 900 IDF LOCATION & CONDUIT PATHWAY

BUILDING 900 IDF

SEE ENLARGED

DETAIL ON THIS

SHEET

ENLARGED DETAIL: BUILDING 900 IDF

1 EXISTING 4" CONDUIT(S). REMOVE 50PR / 25PR COPPER
MDF-IDF TIE CABLING DESIGNATED FOR REMOVAL.
CONTRACTOR TO VERIFY CABLES TO REMOVE WITH NSD
REPRESENTATIVE PRIOR TO CONSTRUCTION. PULL NEW
OSP RATED 4PR CAT5E CABLE(S) THROUGH. LEAVE MULE
TAPE IN PATHWAY.

7 EXISTING TELECOM RACK. TERMINATE (1) 4 PR OSP RATED
CAT5E IDF TIE CABLE TO EXISTING PATCH PANEL.
TERMINATE 1 PAIR PER PORT ON BLUE PUNCHDOWN.

8 REMOVE EXISTING 110 BLOCK & CROSS CONNECT TO
PATCH PANEL IN TELECOM RACK.
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TO VAULT 12

TO VAULT 12
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IRINA TARASOVA

MGC TECHNICAL CONSULTING INC.

KENMORE MS - WIRELESS UPGRADE

20323 66TH AVE NE

KENMORE, WA 98028

ADDRESS: 20323 66TH AVE NE, KENMORE, WA 98028

PROJECT NAME: KENMORE MS - WIRELESS UPGRADE

SITE LOCATION

SHEET INDEX

1. COVER SHEET / SITE LOCATION

2. LEGEND

3. GENERAL NOTES

4. BUILDING 100 SOUTH (ADMIN OFFICE)

5. BUILDING 100 NORTH (LIBRARY)

6. BUILDING 300 NORTH

7. BUILDING 300 SOUTH

8. BUILDING 600 WEST

9. BUILDING 600 EAST

10.  BUILDING 600 NORTH

11.SITE PHOTOGRAPHS

SCOPE OF WORK:

INSTALL CAT6A DATA DROPS TO SUPPORT

NEW WIRELESS ACCESS POINTS IN

BUILDINGS: 100, 300, 600.

Know what's below.
before you dig.Call
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MIKE HAWKER
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C. 425.361.8297

MHAWKER@NSD.ORG

JOHN SHAFER

MGC TECHNICAL CONSULTING

8521 154TH AVE NE

REDMOND, WA 98052

C. 206.307.4834

JOHN@MGCTECHNICAL.COM
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GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

TIMES.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

15.

16.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED.

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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CONSTRUCTION NOTES

1 EXISTING (1) 2 POST RACK. WRECK OUT EXISTING
MULTIMODE PATCH PANEL. INSTALL (1) 24 PORT
CAT6A PATCH PANEL ABOVE EXISTING CAT5E PATCH
PANEL. LABEL NEW PATCH PANEL "PP 0". TERMINATE
(12) CAT6A-XE CABLES.

BUILDING 100 SOUTH - ADMIN 

KEY PLAN: BLDG 100 - FL 1

2 EXISTING VACANT 1.25" INNERDUCT FROM MDF TO
CABLE TRAY IN MECHANICAL MEZZANINE. PULL (8)
CAT6A-XE CABLES THROUGH.

3 EXISTING CABLE RACEWAY IN MECHANICAL
MEZZANINE SPACE. PLACE CAT6A-XE CABLING.

1

2

3

4

4 EXISTING 3" EMT CONDUIT FROM MDF TO DROP
CEILING. PULL (4) CAT6A-XE CABLES THROUGH.

5

5 INSTALL (1) 1" EMT  SLEEVE FROM MECHANICAL
MEZZANINE THROUGH TO DROP CEILING SPACE. PULL
(2) CAT6A-XE CABLES THROUGH. FIRE SEAL.
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CONSTRUCTION NOTES

BUILDING 100 NORTH - LIBRARY

KEY PLAN: BLDG 100 - FL 1

3 EXISTING CABLE RACEWAY IN MECHANICAL
MEZZANINE SPACE. PLACE CAT6A-XE CABLING.

5 INSTALL (1) 1" EMT  SLEEVE FROM MECHANICAL
MEZZANINE THROUGH TO DROP CEILING SPACE. PULL
(2) CAT6A-XE CABLES THROUGH. FIRE SEAL.

33

5 5

6 INSTALL (1) 1" EMT  SLEEVE THROUGH SHEETROCK
WALL ABOVE DROP CEILING. PULL CABLING THROUGH.
FIRE SEAL.

6
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BUILDING 300 NORTH

KEY PLAN: BLDG 300

7 INSTALL (1) 24 PORT CAT6A PATCH PANEL AT TOP OF
RACK. LABEL PANEL "PP 0". TERMINATE (2) CAT6A-XE
CABLES.

MATCH TO SHEET 7

EXISTING

SLEEVES

8 INSTALL NEW CABLING ALONG EXISTING CABLE TRAY.

7

8

EXISTING

SLEEVES

EXISTING

SLEEVES

9 EXISTING DATA JACK BEHIND EXISTING WAP. WRECK
OUT (2) EXISTING CAT5E CABLES BACK TO MDF.

9

10

10 EXISTING 1" EMT CONDUIT. WRECK OUT EXISTING
CAT5E CABLING.  PULL (2) CAT6A CABLES THROUGH.

5
0
'
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BUILDING 300 SOUTH

KEY PLAN: BLDG 300 

MATCH TO SHEET 6

11 EXISTING WALL MOUNT RACK. INSTALL (1) 24 PORT
CAT6A PATCH PANEL ABOVE PANEL LABELED "PP 1".
LABEL NEW PANEL "PP 0". TERMINATE CAT6A-XE
CABLES.

11

EXISTING

SLEEVES
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BUILDING 600 EAST

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

KEY PLAN: BLDG 600

12 EXISTING WALL MOUNT RACK. WRECK OUT EXISTING
DECOMISSIONED MULTIMODE PATCH PANEL AT TOP
OF RACK. INSTALL (1) 24 PORT CAT6A PATCH PANEL
ABOVE PANEL LABELED "PANEL 1". LABEL NEW PANEL
"PP 0". TERMINATE CAT6A-XE CABLES.

MATCH TO SHEET 9

15 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN 2-GANG
SURFACE MOUNT BOX INSIDE OF J-BOX. DRILL (1) 1"
PASS THROUGH IN CENTER OF J-BOX COVER.

EXISTING

SLEEVES

13 INSTALL (1) 1" SLEEVE THROUGH SHEETROCK WALL.

14 SURFACE MOUNT 1" EMT ALONG WALL.

MOUNT AT 14'0" ABOVE

GYM FLOOR

MOUNT AT 14'0" (ON

CENTER) ABOVE GYM

FLOOR. CENTER ON WALL

ABOVE BASKETBALL

HOOP MOUNT.

MOUNT AT 14'0" (ON

CENTER) ABOVE GYM

FLOOR. CENTER ON WALL

ABOVE BASKETBALL

HOOP MOUNT.

12

MOUNT AT 9'0" (ON

CENTER) ABOVE GYM

FLOOR

13

15

14

15

15

16 EXISTING 2" CONDUITS. PULL CAT6A-XE CABLES
THROUGH.

16

16

17 CORE (1) 1.5" EMT SLEEVE THROUGH WALL, INSTALL LB
ON GYMNASIUM SIDE OF WALL & INSTALL 1.5" EMT
CONDUIT UP TO NEW J-BOX (SEE NEXT SHEET FOR
CONTINUATION OF PATHWAY).

17

2
3
'

12'

8'

6
'

18 EXISTING 1" CONDUIT CONTAINING (1) COAX AND (1)
CAT5E CABLE. WRECK OUT EXISTING CABLING BACK
TO IDF. WRECK OUT EXISTING TERMINATION BOX &
EMT FROM EXISTING TERMINATION BOX TO 14'
ABOVE GYM FLOOR. INSTALL NEW 4"X4"X4" JUNCTION
BOX AT 14' ABOVE GYM FLOOR. PULL (2) CAT6A
CABLES THOROUGH.

19 EXISTING 1" CONDUIT. WRECK OUT CABLING. PULL (2)
CAT6A-XE CABLES THROUGH.

84'

6
0
'

19

18

1

2

3

14

1
3
'
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CONSTRUCTION NOTES

BUILDING 600 EAST

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

KEY PLAN: BLDG 600

MATCH TO SHEET 8

14 SURFACE MOUNT 1" EMT ALONG WALL.

16 EXISTING 2" CONDUITS. PULL (2) CAT6A-XE CABLES
THROUGH.

20

20

20

MOUNT AT 9'0" ABOVE

GYM FLOOR

MOUNT AT 9'0" ABOVE

GYM FLOOR

MOUNT AT 9'0" (ON

CENTER) ABOVE GYM

FLOOR

MOUNT AT 9'0" (ON

CENTER) ABOVE GYM

FLOOR

20 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN 2-GANG
SURFACE MOUNT BOX INSIDE OF J-BOX. DRILL (1) 1"
PASS THROUGH IN CENTER OF J-BOX COVER. REMOVE
CENTER KNOCKOUT AT BOTTOM OF J-BOX.

14 14

16
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CONSTRUCTION NOTES

BUILDING 600 EAST

KEY PLAN: BLDG 600

16 EXISTING 2" CONDUITS. PULL (2) CAT6A-XE CABLES
THROUGH.

M
A

T
C

H
 
T

O
 
S

H
E

E
T

9

16

AutoCAD SHX Text
DATE

AutoCAD SHX Text
ENGINEER

AutoCAD SHX Text
DRAFTER

AutoCAD SHX Text
COMMENT

AutoCAD SHX Text
ORIGINAL

AutoCAD SHX Text
REVISION #

AutoCAD SHX Text
AS-BUILT

AutoCAD SHX Text
DATE

AutoCAD SHX Text
ENGINEER

AutoCAD SHX Text
DRAFTER

AutoCAD SHX Text
COMMENT

AutoCAD SHX Text
ORIGINAL

AutoCAD SHX Text
REVISION #

AutoCAD SHX Text
AS-BUILT

AutoCAD SHX Text
DATE

AutoCAD SHX Text
ENGINEER

AutoCAD SHX Text
DRAFTER

AutoCAD SHX Text
COMMENT

AutoCAD SHX Text
ORIGINAL

AutoCAD SHX Text
REVISION #

AutoCAD SHX Text
AS-BUILT

AutoCAD SHX Text
10/12/18

AutoCAD SHX Text
JLS

AutoCAD SHX Text
JLS

AutoCAD SHX Text
1

AutoCAD SHX Text
10'

AutoCAD SHX Text
SCALE: 1"=10'

AutoCAD SHX Text
0

AutoCAD SHX Text
5'

AutoCAD SHX Text
(2)

AutoCAD SHX Text
CAT6A



DRAWING NAME:

CLIENT ENGINEER:

ENGINEERING FIRM:

PROJECT NUMBER:

LOCATION:

NSD - KENMORE MS - COPPER UPGRADE.dwg

NO.

1

2

3

DRAWING NAME:

CLIENT ENGINEER:

ENGINEERING FIRM:

PROJECT NUMBER:

LOCATION:

NSD - KENMORE MS - COPPER UPGRADE.dwg

NO.

1

2

3

DRAWING NAME:

CLIENT ENGINEER:

ENGINEERING FIRM:

PROJECT NUMBER:

LOCATION:

NSD - KENMORE MS - COPPER UPGRADE.dwg

NO.

1

2

3

----

IRINA TARASOVA

MGC TECHNICAL CONSULTING INC.

KENMORE MS - WIRELESS UPGRADE

20323 66TH AVE NE

KENMORE, WA 98028

SITE PHOTOGRAPHS 
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PHOTO #1:  BLDG 600 AUX GYM FACING NORTHWEST PHOTO #2:  BLDG 600 AUX GYM FACING WEST PHOTO #3:  BUILDING 600 MAIN GYM FACING SOUTH

PHOTO #4:  BUILDING 600 - MAIN GYM FACING EAST PHOTO #4:  BUILDING 600 - MAIN GYM FACING SOUTHWESTPHOTO #4:  BUILDING 600 - MAIN GYM FACING NORTH

15 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN 2-GANG
SURFACE MOUNT BOX INSIDE OF J-BOX. DRILL (1) 1"
PASS THROUGH IN CENTER OF J-BOX COVER.

13 INSTALL (1) 1" SLEEVE THROUGH SHEETROCK WALL.

14 SURFACE MOUNT 1" EMT ALONG WALL.

17 CORE (1) 1.5" EMT SLEEVE THROUGH WALL, INSTALL LB
ON GYMNASIUM SIDE OF WALL & INSTALL 1.5" EMT
CONDUIT UP TO NEW J-BOX (SEE NEXT SHEET FOR
CONTINUATION OF PATHWAY).

18 EXISTING 1" CONDUIT CONTAINING (1) COAX AND (1)
CAT5E CABLE. WRECK OUT EXISTING TERMINATION
BOX & EMT FROM EXISTING TERMINATION BOX TO 14'
ABOVE GYM FLOOR. INSTALL NEW 4"X4"X4" JUNCTION
BOX AT 14' ABOVE GYM FLOOR. PULL (2) CAT6A
CABLES THOROUGH.

19 EXISTING 1" CONDUIT. WRECK OUT CABLING. PULL (2)
CAT6A-XE CABLES THROUGH.

15

18

19

15

15
14

20 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN 2-GANG
SURFACE MOUNT BOX INSIDE OF J-BOX. DRILL (1) 1"
PASS THROUGH IN CENTER OF J-BOX COVER. REMOVE
CENTER KNOCKOUT AT BOTTOM OF J-BOX.
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ADDRESS: 19301 168TH AVE NE, WOODINVILLE, WA 98072

PROJECT NAME: LEOTA MIDDLE SCHOOL - COPPER UPGRADE

SITE LOCATION

SHEET INDEX

1. COVER SHEET / SITE LOCATION

2. LEGEND

3. GENERAL NOTES

4. BUILDING 100 (ADMIN)

5. BUILDING 400 (THEATRE)

6. BUILDING 700 (LIBRARY)

7. SITE PHOTOGRAPHS

SCOPE OF WORK:

INSTALL NEW CAT6A STATION CABLING TO

SUPPORT WIRELESS ACCESS POINTS IN

LIBRARY, ADMINISTRATION BUILDING, AND

THEATRE.

Know what's below.
before you dig.Call

R
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GENERAL NOTES

GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED (OSP).

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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CONSTRUCTION NOTES

BUILDING 100 (ADMIN) PLAN

1 EXISTING 2-POST RACK. INSTALL (1) 24 PORT CAT6A PATCH
PANEL ABOVE "PANEL 1". LABEL NEW PANEL "PP-0".
TERMINATE (8) CAT6A CABLES. TERMINATE (3) CAT5E
STATION CABLES TO EXISTING PATCH PANEL.

2 INSTALL (1) 1" SLEEVE. FIRE SEAL.

1

2

3 EXISTING CONDUIT BETWEEN THEATRE BUILDING
(BUILDING 400) AND IDF 100 (ADMIN BUILDING).
APPROXIMATE LENGTH: 65'. PULL (4) CAT6A CABLES
THROUGH.

3

TO EXISTING PULL BOX IN

THEATRE BUILDING BACK

STAGE.

PLACE RECESSED

WALL OUTLET.

PLACE RECESSED

WALL OUTLET.
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CONSTRUCTION NOTES

BUILDING 400 - THEATRE PLAN

3 EXISTING CONDUIT BETWEEN THEATRE BUILDING
(BUILDING 400) AND IDF 100 (ADMIN BUILDING).
APPROXIMATE LENGTH: 65'. PULL (4) CAT6A CABLES
THROUGH.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET #7 FOR SITE PHOTOGRAPHS.

3
4
'

3

TO BUILDING 100 IDF

4

5

4 EXISTING LOW VOLT PULL BOX. PULL (4) CAT6A CABLES
THROUGH.

5 EXISTING (1) 2" EMT. PULL (4) CAT6A CABLES THROUGH.

6 INSTALL (1) 1" EMT. PAINT TO MATCH WALL COLOR. PULL
(2) CAT6A CABLES THROUGH.

7 INSTALL (1) DUPLEX SURFACE MOUNT BISCUIT JACK. VERIFY
LOCATION WITH NSD REPRESENTATIVE PRIOR TO
INSTALLATION. TERMINATE (2) CAT6A CABLES .

6 6

77

INSTALL

HORIZONTAL

MOUNT FOR

ARUBA WAP.

INSTALL

HORIZONTAL

MOUNT FOR

ARUBA WAP.

1
2
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CONSTRUCTION NOTES

BUILDING 700 - LIBRARY PLAN

8 INSTALL (1) 2" SLEEVE ABOVE DROP CEILING. FIRE SEAL.

ATTACH BISCUIT

JACK TO BEAM

ABOVE DROP

CEILING.

ATTACH BISCUIT

JACK TO BEAM

ABOVE DROP

CEILING.

8

9

9 EXISTING 2-POST RACK. INSTALL (1) 24 PORT CAT6A PATCH
PANEL ABOVE "PANEL 1". LABEL NEW PANEL "PP-0".
TERMINATE (8) CAT6A XE CABLES.
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6 INSTALL (1) 1" EMT. PAINT TO MATCH WALL COLOR. PULL
(2) CAT6A CABLES THROUGH.

7 INSTALL (1) DUPLEX SURFACE MOUNT BISCUIT JACK. VERIFY
LOCATION WITH NSD REPRESENTATIVE PRIOR TO
INSTALLATION. TERMINATE (2) CAT6A CABLES .
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GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

TIMES.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED (OSP

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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CONSTRUCTION NOTES

1 EXISTING 2 POST RACK. INSTALL (1) 24 PORT CAT6A PATCH
PANEL AT TOP OF RACK. TERMINATE (2) CAT6A CABLES.
LABEL NEW PANEL "PANEL 0".

FLOOR 1 KEY PLAN

FLOOR 1 SOUTH PLAN

MATCH TO SHEET 5

ATTACH TO WALL

ABOVE DROP CEILING.

1

EXISTING

CABLE TRAY

EXISTING

CABLE TRAY

EXISTING (3) 4"

CONDUITS.

EXISTING (3) 4"

CONDUITS.

EXISTING (3) 4"

CONDUITS.

EXISTING (2) 4"

CONDUITS.

2 INSTALL (1) 4"X2" RECESSED ELECTRICAL BOX AT 8'0"
ABOVE FLOOR ON NORTH SIDE (ATTENDANCE AREA) OF
WALL . PULL THROUGH (1) CAT6A PATCH CABLE.

2

3

4

3 INSTALL (1) 1" EMT SLEEVE THROUGH CMU WALL AT 9'6"
ABOVE GYM FLOOR.

4 INSTALL (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES.  MOUNT  (1) DUPLEX SURFACE
MOUNT BISCUIT JACK INSIDE OF J-BOX & TERMINATE
(2) CAT6A CABLES. DRILL (1) 1" PASS THROUGH IN
CENTER OF J-BOX COVER. REMOVE CENTER
KNOCKOUT AT BOTTOM OF J-BOX.

MOUNT AT 9'6"

(ON CENTER)

ABOVE FLOOR

4

3

5

4

5 WRECK OUT EXISTING 12"X12" PVC J-BOX. REMOVE
ACCESS POINT AND GIVE TO NSD REPRESENTATIVE.

6

7

6 CORE (1) 1" EMT THROUGH CMU WALL.

7 SURFACE MOUNT (1) 1" EMT.

MOUNT AT 14'0"

(ON CENTER)

ABOVE FLOOR

EXISTING

CABLE TRAY

EXISTING

CABLE TRAY

5
5
'

8 INSTALL (1) 1" SLEEVE.

8

9 EXISTING 4" SLEEVES UP TO IDF 3. PULL (4) CAT6A-XE
CABLES THROUGH. INSTALL (1) 24 PORT CAT6A PATCH
PANEL AT TOP OF RACK IN IDF 3 & TERMINATE CAT6A
CABLES. LABEL NEW PANEL "PANEL 0".

9

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

1

8

MOUNT AT 9'6"

(ON CENTER)

ABOVE FLOOR

NOTE:

- ALL CABLING TO BE CMP RATED

COMING FROM MDF.

- CMR CABLING OK FOR CABLING

COMING FROM IDF 3.

8

9.1 EXISTING 4" SLEEVES UP TO IDF 4. PULL (14) CAT6A-XE
CABLES THROUGH. INSTALL (1) 24 PORT CAT6A PATCH
PANEL ABOVE "PANEL 1" IN IDF 4 & TERMINATE
CAT6A CABLES. LABEL NEW PANEL "PANEL 0".
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CONSTRUCTION NOTES

FLOOR 1 KEY PLAN

FLOOR 1 SOUTHEAST

MATCH TO SHEET 4

EXISTING (2) 4"

CONDUITS.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

NOTE: ALL CABLING TO BE CMP RATED.

LEAVE ONLY 3'

SLACK LOOP ON

(2) CABLES
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CONSTRUCTION NOTES

9 EXISTING 2 POST RACK. INSTALL (1) 24 PORT CAT6A PATCH
PANEL ABOVE "PANEL 1". LABEL NEW PANEL "PANEL 0".
TERMINATE CAT6A-XE CABLES.

FLOOR 1 KEY PLAN

FLOOR 1 NORTH

10 INSTALL (1) DUPLEX SURFACE MOUNT BISCUIT JACK ON
WALL AS HIGH AS POSSIBLE. COIL 5' SLACK OF (2)
CAT6A-XE CABLES. TERMINATE (2) CAT6A CABLES.

8 INSTALL (1) 1" SLEEVE.

EXISTING (2) 4"

CONDUITS.

EXISTING (2) 2"

CONDUITS.

8

9

10

ATTACH J-HOOK PATHWAY TO

CEILING. 10' MINIMUM ABOVE

FLOOR.

11 INSTALL (1) 1.25" SLEEVE.

11

12

12

MOUNT AT 10'0"

ABOVE FLOOR.

13

13 INSTALL (1) RECESSED LOW VOLT TERMINATION OUTLET
BOX ON COMMONS SIDE OF WALL AS HIGH AS POSSIBLE
WITHOUT DISTURBING PAINTED MURAL. TERMINATE (2)
CAT6A CABLES TO FEMALE KEYSTONE JACKS.

MOUNT AT 10'0"

(ON CENTER)

ABOVE FLOOR.

MOUNT AT 10'0"

(ON CENTER)

ABOVE FLOOR.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

NOTE: ALL CABLING TO BE CMP RATED.

12 INSTALL (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES.  MOUNT  (1) DUPLEX SURFACE
MOUNT BISCUIT JACK INSIDE OF J-BOX & TERMINATE
(2) CAT6A CABLES. DRILL (1) 1" PASS THROUGH IN
CENTER OF J-BOX COVER.
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FLOOR 1 KEY PLAN

PORTABLES

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 15 FOR SITE PHOTOGRAPHS.

14 WRECK OUT EXISTING SURFACE MOUNTED DATA OUTLET
AND WIRE MOLD. WRECK OUT EXISTING CAT5E CABLING
BACK TO IDF.

14

14 14

15 EXISTING WALL MOUNTED CABINET. REPLACE CABINET
WITH (1) MIDDLE ATLANTIC DWR-12-22PD WALL MOUNT
CABINET. TRANSFER EXISTING 48 PORT CAT5E PATCH
PANEL & FIBER TERMINATION PANEL. TERMINATE (8) NEW
CAT5E CABLES FROM PORTABLES 301 & 302. INSTALL (1)
24 PORT CAT6A PATCH PANEL. TERMINATE (8) NEW CAT6A
CABLES.

15

16

17

16 EXISTING (1) 2" CONDUIT. WRECK OUT (16) EXISTING
CAT5E CABLES. PULL THROUGH (4) SUPERIOR ESSEX
ENDURAGAIN OSP SHIELDED INDOOR/OUTDOOR CABLES.
PULL THROUGH (8) OSP,CM RATED CAT5E CABLES.

17 WRECK OUT & REPLACE EXISTING DAMAGED 12"X12"X6"
JUNCTION BOX WITH NEW 12"X12"X6" NEMA-3R OR
GREATER JUNCTION BOX.

18 EXISTING 2" CONDUIT. PULL CABLING THROUGH.

6
0
'

2
8
'

18

NOTE:

- ALL CABLING IN PORABLES 301 & 302

TO BE OSP & CM RATED

- CMR CABLING OK FOR PORTABLES 303

& 304

PORTABLES

301 & 302

PORTABLES

303 & 304

19

19

19

19 EXISTING ORTRONICS SURFACE MOUNT OUTLET BOX.
WRECK OUT EXISTING CAT5E CABLING BACK TO IDF.
TERMINATE (2) NEW CAT5E CABLES.
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Know what's below.
before you dig.Call

R

PHOTO #4: COMMONS FACING NORTHWEST

CONFIDENTIAL/PROPRIETARY

SHEET: OF 8 8

CONSTRUCTION NOTES

PHOTO #7: MAINTENANCE SHED FACING SOUTHPHOTO #6:  WEST OF MAINTENANCE SHED FACING EASTPHOTO #1: GYM FACING WEST

3 INSTALL (1) 1" EMT SLEEVE THROUGH CMU WALL AT 9'6"
ABOVE GYM FLOOR.

5 WRECK OUT EXISTING 12"X12" PVC J-BOX. REMOVE
ACCESS POINT AND GIVE TO NSD REPRESENTATIVE.

6 CORE (1) 1" EMT THROUGH CMU WALL.

7 SURFACE MOUNT (1) 1" EMT.

DRILL RACEWAY AND INSTALL

EMT THROUGH.

4

7

4

3

5

4

3

13 INSTALL (1) RECESSED LOW VOLT TERMINATION OUTLET
BOX ON COMMONS SIDE OF WALL AS HIGH AS POSSIBLE
WITHOUT DISTURBING PAINTED MURAL. TERMINATE (2)
CAT6A CABLES TO FEMALE KEYSTONE JACKS.

13

4 INSTALL (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES.  MOUNT  (1) DUPLEX SURFACE
MOUNT BISCUIT JACK INSIDE OF J-BOX & TERMINATE
(2) CAT6A CABLES. DRILL (1) 1" PASS THROUGH IN
CENTER OF J-BOX COVER. REMOVE CENTER
KNOCKOUT AT BOTTOM OF J-BOX.
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SCOPE OF WORK:

INSTALL RISER RATED CAT5E CABLING TO

SUPPORT NEW SECURITY CAMERAS AND

WIRELESS ACCESS POINT.
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GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED (OSP

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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CONSTRUCTION NOTES

1 EXISTING WALL MOUNT CABINET. TERMINATE (9) CAT5E
CABLES TO EXISTING CAT5E PATCH PANEL.

WEST WAREHOUSE

MATCH TO SHEET 5

KEY PLAN

2 SURFACE MOUNT (1) 1.25" EMT FROM EXISTING WALL
MOUNT CABINET TO RED IRON CEILING SUPPORT
STRUCTURE. PULL (9) CAT5E CABLES THROUGH.

3 ATTACH CAT-12 J-HOOKS TO RED IRON CEILING SUPPORT
STRUCTURE USING BEAM CLAMPS. PLACE CAT5E CABLING.

1

3

2

3 3

3

4 ATTACH (1) 3/4" EMT TO STEEL SUPPORT COLUMN FROM
RED IRON CEILING SUPPORT HEIGHT TO 15'0" ABOVE
FLOOR LEVEL USING STAINLESS STEEL BAND CLAMPS OR
BEAM CLAMPS (DO NOT DRILL COLUMN). PULL CAT5E
CABLING THROUGH.

5 INSTALL (1) 12"X12"X6" PVC JUNCTION BOX AT 15"0"
ABOVE FLOOR LEVEL USING STAINLESS STEEL BAND
CLAMPS OR BEAM CLAMPS (DO NOT DRILL COLUMN).
LABEL & COIL 3' OF (3) CAT5E CABLES. LEAVE CABLES
UN-TERMINATED.

4

6 INSTALL (1) 8"X8"X4" PVC JUNCTION BOX AT 15"0" ABOVE
FLOOR LEVEL USING STAINLESS STEEL BAND CLAMPS OR
BEAM CLAMPS (DO NOT DRILL COLUMN). LABEL & COIL 3'
OF (2) CAT5E CABLES. LEAVE CABLES UN-TERMINATED.
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EAST WAREHOUSE

MATCH TO SHEET 4

KEY PLAN

3 ATTACH CAT-12 J-HOOKS TO RED IRON CEILING SUPPORT
STRUCTURE USING BEAM CLAMPS. PLACE CAT5E CABLING.

4 ATTACH (1) 3/4" EMT TO STEEL SUPPORT COLUMN FROM
RED IRON CEILING SUPPORT HEIGHT TO 15'0" ABOVE
FLOOR LEVEL USING STAINLESS STEEL BAND CLAMPS OR
BEAM CLAMPS (DO NOT DRILL COLUMN). PULL CAT5E
CABLING THROUGH.

3

3

6

6 SURFACE MOUNT (1) .5" EMT FROM RED IRON CEILING
SUPPORT STRUCTURE TO 13'6" ABOVE FLOOR LEVEL
(EXISTING WIRELESS ACCESS POINT HEIGHT). PULL (2)
CAT5E CABLES THROUGH AND TERMINATE TO 2-PORT
BISCUIT JACK AT 13'6" ABOVE FLOOR LEVEL.

4 5

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 6 FOR SITE PHOTOGRAPHS.
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5 INSTALL (1) 12"X12"X6" PVC JUNCTION BOX AT 15"0"
ABOVE FLOOR LEVEL USING STAINLESS STEEL BAND
CLAMPS OR BEAM CLAMPS (DO NOT DRILL COLUMN).
LABEL & COIL 3' OF (3) CAT5E CABLES. LEAVE CABLES
UN-TERMINATED.

5 INSTALL (1) 12"X12"X6" PVC JUNCTION BOX AT 15"0"
ABOVE FLOOR LEVEL USING STAINLESS STEEL BAND
CLAMPS OR BEAM CLAMPS (DO NOT DRILL COLUMN).
LABEL & COIL 3' OF (3) CAT5E CABLES. LEAVE CABLES
UN-TERMINATED.
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PHOTO #1: WEST SIDE OF WAREHOUSE FACING SOUTH PHOTO #2: WEST SIDE OF WAREHOUSE FACING NORTH PHOTO #3: EAST SIDE OF WAREHOUSE FACING SOUTH

1 EXISTING WALL MOUNT CABINET. TERMINATE (9) CAT5E
CABLES TO EXISTING CAT5E PATCH PANEL.

2 SURFACE MOUNT (1) 1.25" EMT FROM EXISTING WALL
MOUNT CABINET TO RED IRON CEILING SUPPORT
STRUCTURE. PULL (9) CAT5E CABLES THROUGH.

3 ATTACH CAT-12 J-HOOKS TO RED IRON CEILING SUPPORT
STRUCTURE USING BEAM CLAMPS. PLACE CAT5E CABLING.

4 ATTACH (1) 3/4" EMT TO STEEL SUPPORT COLUMN FROM
RED IRON CEILING SUPPORT HEIGHT TO 15'0" ABOVE
FLOOR LEVEL USING STAINLESS STEEL BAND CLAMPS OR
BEAM CLAMPS (DO NOT DRILL COLUMN). PULL CAT5E
CABLING THROUGH.

6 SURFACE MOUNT (1) .5" EMT FROM RED IRON CEILING
SUPPORT STRUCTURE TO 13'6" ABOVE FLOOR LEVEL
(EXISTING WIRELESS ACCESS POINT HEIGHT). PULL (2)
CAT5E CABLES THROUGH AND LEAVE 3' COIL ON EACH
CABLE. LEAVE CABLES UN-TERMINATED.

1

2

3

6

4

5

4

6

3

3

5 INSTALL (1) 12"X12"X6" PVC JUNCTION BOX AT 15"0"
ABOVE FLOOR LEVEL USING STAINLESS STEEL BAND
CLAMPS OR BEAM CLAMPS (DO NOT DRILL COLUMN).
LABEL & COIL 3' OF (3) CAT5E CABLES. LEAVE CABLES
UN-TERMINATED.
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GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED (OSP

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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1 EXISTING FULL HEIGHT 2-POST STANDARD 19" TELECOM
RACK. INSTALL (1) 24 PORT CAT6A PATCH PANEL ABOVE
PANEL #1. LABEL CAT6A PATCH PANEL MDF "PP-0".
TERMINATE NEW CAT6A CABLING.

ADMIN AREA PLAN

M
A

T
C

H
 
T

O
 
S
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E

E
T

5

KEY PLAN

2 EXISTING SLEEVE. PULL CABLING THROUGH.

3 EXISTING CABLE TRAY. PLACE CAT6A-XE CABLING.

1

2

3

3

3

3

2
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#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 7 FOR SITE PHOTOGRAPHS.

KITCHEN, SHOP, & GYM PLAN (WEST)

KEY PLAN

M
A

T
C

H
 
T

O
 
S

H
E

E
T

4

2 EXISTING SLEEVE. PULL CABLING THROUGH.

3 EXISTING CABLE TRAY. PLACE CAT6A-XE CABLING.

2
3

2

4

4 CORE (1) 1" EMT THROUGH CMU WALL. PULL (2) CAT6A-XE
CABLES THROUGH. FIRE-SEAL. VERIFY CORE LOCATION
WITH NSD REPRESENTATIVE PRIOR TO CONSTRUCTION.

5 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BOX INSIDE OF J-BOX. DRILL (1) 1"
PASS THROUGH IN CENTER OF J-BOX COVER. VERIFY
MOUNTING LOCATION WITH NSD REPRESENTATIVE
PRIOR TO CONSTRUCTION.

5

5

6

6 INSTALL (1) 1" SLEEVE THROUGH SHEETROCK WALL. PULL
(2) CAT6A-XE CABLES THROUGH. FIRE-SEAL. VERIFY
LOCATION WITH NSD REPRESENTATIVE PRIOR TO
CONSTRUCTION.

2
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CONSTRUCTION NOTES

1 EXISTING FULL HEIGHT 2-POST STANDARD 19" TELECOM
RACK. INSTALL (1) 24 PORT CAT6A PATCH PANEL ABOVE
PANEL #1. LABEL CAT6A PATCH PANEL MDF "PP-0".
TERMINATE NEW CAT6A CABLING.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 7 FOR SITE PHOTOGRAPHS.

GYM PLAN (EAST)

KEY PLAN

1

7

2 EXISTING SLEEVE. PULL CABLING THROUGH.

3 EXISTING CABLE TRAY. PLACE CAT6A-XE CABLING.

3

3

4 CORE (1) 1" EMT THROUGH CMU WALL. PULL (2) CAT6A-XE
CABLES THROUGH. FIRE-SEAL. VERIFY CORE LOCATION
WITH NSD REPRESENTATIVE PRIOR TO CONSTRUCTION.

5 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BOX INSIDE OF J-BOX. DRILL (1) 1"
PASS THROUGH IN CENTER OF J-BOX COVER. VERIFY
MOUNTING LOCATION WITH NSD REPRESENTATIVE
PRIOR TO CONSTRUCTION.
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4

5
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PHOTO #1: GYM FACING SOUTH PHOTO #2: GYM FACING SOUTH

5 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BOX INSIDE OF J-BOX. DRILL (1) 1"
PASS THROUGH IN CENTER OF J-BOX COVER. VERIFY
MOUNTING LOCATION WITH NSD REPRESENTATIVE
PRIOR TO CONSTRUCTION.

6 INSTALL (1) 3/4" SLEEVE THROUGH SHEETROCK WALL. PULL
(2) CAT6A-XE CABLES THROUGH. FIRE-SEAL. VERIFY
LOCATION WITH NSD REPRESENTATIVE PRIOR TO
CONSTRUCTION.

4 CORE (1) 1" EMT THROUGH CMU WALL. PULL (2) CAT6A-XE
CABLES THROUGH. FIRE-SEAL. VERIFY CORE LOCATION
WITH NSD REPRESENTATIVE PRIOR TO CONSTRUCTION.
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4

6

5
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MOLD
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1. COVER SHEET / SITE LOCATION

2. LEGEND

3. GENERAL NOTES

4. LIBRARY PLAN

5. TECH / ARTS BUILDING PLAN

6. SITE PHOTOGRAPHS

SCOPE OF WORK:

INSTALL NEW CA6TA STATION CABLING TO

PROVIDE UPLINKS FOR WIRELESS ACCESS

POINTS IN LIBRARY AND TECH/ARTS

BUILDING.
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MIKE HAWKER
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MHAWKER@NSD.ORG

JOHN SHAFER

MGC TECHNICAL CONSULTING

8521 154TH AVE NE

REDMOND, WA 98052

C. 206.307.4834
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GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED (OSP).

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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CONSTRUCTION NOTES

1 EXISTING TELECOM CABINET. INSTALL (1) 24 PORT CAT6A
PATCH PANEL. TERMINATE (8) CAT6A XE CABLES.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET #6 FOR SITE PHOTOGRAPHS.

KEY PLAN

2 INSTALL (1) DUPLEX SURFACE MOUNT BISCUIT JACK.
TERMINATE (2) CAT6A CABLES TO KEYSTONE JACKS.

1

2

2

3 INSTALL (1) RECESSED OUTLET IN FACE OF SOFFIT @ 10'6"
ABOVE FLOOR. TERMINATE (2) CAT6A CABLES.

33

1

4

2

3

NOTE: ALL CABLING TO BE CMP RATED.
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#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET #6 FOR SITE PHOTOGRAPHS.

4 EXISTING WALL MOUNT CABINET. INSTALL (1) 24 PORT
CAT6A PATCH PANEL ABOVE PATCH PANEL 1. LABEL NEW
PATCH PANEL "PP 0". TERMINATE (2) CAT6A XE CABLES.

KEY PLAN

5 EXISTING D-RING PATHWAY IN ACCESABLE ATTIC SPACE.
INSTALL NEW D-RINGS AS NEEDED FOR PATHWAY.

4

5

6 INSTALL (1) RECESSED OUTLET ON CLASSROOM SIDE OF
WALL. SEE SITE PHOTOS FOR INSTALLATION HEIGHT.

6

5

NOTE: ALL CABLING TO BE CMP RATED.

TECHNOLOGY / ARTS BUILDING PLAN
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PHOTO #1: LIBRARY FACING WEST

6 INSTALL (1) RECESSED OUTLET ON CLASSROOM SIDE OF
WALL. SEE SITE PHOTOS FOR INSTALLATION HEIGHT.

3

3

6

WIRE MOLD

WIRE MOLD

WIRE MOLD

WIRE MOLD

2 INSTALL (1) DUPLEX SURFACE MOUNT BISCUIT JACK.
TERMINATE (2) CAT6A CABLES TO KEYSTONE JACKS.

3 INSTALL (1) RECESSED OUTLET IN FACE OF SOFFIT @ 10'6"
ABOVE FLOOR. TERMINATE (2) CAT6A CABLES.
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GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED (OSP)

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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CONSTRUCTION NOTES

1 EXISTING TELECOM RACK. TERMINATE (2) CAT5E CABLES
ON PORTS 15 & 16 ON PANEL 1.8.

SOUTHEAST WAREHOUSE

KEY PLAN

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 8 FOR SITE PHOTOGRAPHS.

1

2 2

2

3

4

M
A

T
C

H
 
T

O
 
S

H
E

E
T

5

6

5

2 EXISTING CABLE TRAY. PLACE (2) CAT5E RISER RATED
CABLES.

4 EXISTING EMT CONDUIT. PULL (1) CAT5E CABLE THROUGH.

3 INSTALL (1) 1" SLEEVE THROUGH WALL. PULL (2) CAT5E
CABLES THROUGH. LEAVE 3' COIL ON EACH CAT5E CABLE.
TERMINATE (2) CAT5E CABLES WITH RJ-45 MOD PLUGS.

5 INSTALL (1) 1/2" EMT. PULL (1) CAT5E CABLE THROUGH.

6 INSTALL POLE MOUNT FOR SECURITY CAMERA. SEE DETAIL
ON SHEET 7.

5
1
'

7
'

8
'

11'

1
2
'

22'

5
4
'

1
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4 EXISTING EMT CONDUIT. PULL (1) CAT5E C ABLE THROUGH.

52'

6
'

4

38'

9
'

3
8
'

7

9

8

9

10

9

11

7 EXISTING TELECOM RACK. TERMINATE (10) CAT5E CABLES
ON PORTS 13-22 ON EXISTING CAT5E PATCH PANEL:
"PANEL 2.2" .

8 INSTALL (1) 1.25" EMT CONDUIT RISER FROM IDF TO
WAREHOUSE CEILING ALONG EXISTING UNISTRUT
PATHWAY. PULL CAT5E CABLING THROUGH.

20'

9 INSTALL NEW J-HOOK PATHWAY ALONG CEILING BEAM /
JOIST .

10 INSTALL (1) 1" EMT SLEEVE THROUGH WALL.

11 INSTALL (1) 1" EMT CONDUIT RISER FROM WAREHOUSE
CEILING TO DROP CEILING SPACE IN OFFICE ALONG
EXISTING UNISTRUT PATHWAY. PULL CAT5E CABLES
THROUGH.

20'

3

4
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KEY PLAN

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEET 8 FOR SITE PHOTOGRAPHS.

40'

5
9
'

25'

9 INSTALL NEW J-HOOK PATHWAY ALONG CEILING BEAM /
JOIST .

10 INSTALL (1) 1" EMT SLEEVE THROUGH WALL.

9

9

1214

14 INSTALL (1) 8"X8"X4" PVC JUNCTION BOX AT 15"0" ABOVE
FLOOR LEVEL. ATTACH USING BEAM CLAMPS (DO NOT
DRILL COLUMN). LABEL & COIL 3' OF (2) CAT5E CABLES.
TERMINATE (2) CAT5E CABLES WITH RJ-45 MALE MOD
PLUGS.

12 INSTALL (1) 3/4" EMT. ATTACH TO WOOD CEILING JOISTS.

13

13 CONTINUE 3/4" EMT RUN DOWN STEEL COLUMN TO 15'0"
ABOVE FLOOR LEVEL USING BEAM CLAMPS (DO NOT DRILL
COLUMN). PULL CAT5E CABLING THROUGH.

15 SURFACE MOUNT (1) 3/4" EMT FROM CEILING HEIGHT TO
NEW ORTRONICS SURFACE MOUNT OUTLET BOX. PULL (4)
CAT5E CABLES THROUGH.

15

16 INSTALL (1) ORTRONICS SURFACE MOUNT OUTLET BOX AT
1'06" ABOVE FLOOR LEVEL. TERMINATE (4) CAT5E CABLES.

16

17

17 SURFACE MOUNT (1) 3/4" EMT FROM CEILING HEIGHT TO
13'0" ABOVE FLOOR LEVEL. PULL (2) CAT5E CABLES
THROUGH.

18 COIL 3' OF (2) CAT5E CABLES. TERMINATE (2) CAT5E
CABLES WITH RJ-45 MALE MOD PLUGS.

18

5

6

7

1
0
'

MATCH TO SHEET 5
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1.5"Ø EMT

CONDUIT

1-5/8" UNISTRUT

1-5/8" UNISTRUT

TOP OF WALL

3'-0"

PIPE CLAMP

PIPE CLAMP

8"X8"X4" PVC J-BOX.

COIL 3' OF (1) CAT5E

INSIDE.

1

2

" EMT

EXISTING J-BOX

EXISTING EMT
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PHOTO #1: LOADING DOCK FACING SOUTH

PHOTO #2: LOADING DOCK FACING NORTH PHOTO #3: IDF FACING NORTH

PHOTO #4:NORTHEAST WAREHOUSE FACING NORTHEAST

PHOTO #5: NORTHWEST WAREHOUSE FACING SOUTH

PHOTO #6:NORTHEAST WAREHOUSE FACING NORHTEAST PHOTO #7: NORTHEAST WAREHOUSE FACING SOUTH

9 INSTALL NEW J-HOOK PATHWAY ALONG CEILING BEAM /
JOIST .

14 INSTALL (1) 8"X8"X4" PVC JUNCTION BOX AT 15"0" ABOVE
FLOOR LEVEL. ATTACH USING BEAM CLAMPS (DO NOT
DRILL COLUMN). LABEL & COIL 3' OF (2) CAT5E CABLES.
TERMINATE (2) CAT5E CABLES WITH RJ-45 MOD PLUGS.

12 INSTALL (1) 3/4" EMT. ATTACH TO WOOD CEILING JOISTS.

13 CONTINUE 3/4" EMT RUN DOWN STEEL COLUMN TO 15'0"
ABOVE FLOOR LEVEL USING BEAM CLAMPS (DO NOT DRILL
COLUMN). PULL CAT5E CABLING THROUGH.

15 SURFACE MOUNT (1) 3/4" EMT FROM CEILING HEIGHT TO
NEW ORTRONICS SURFACE MOUNT OUTLET BOX. PULL (4)
CAT5E CABLES THROUGH.

16 INSTALL (1) ORTRONICS SURFACE MOUNT OUTLET BOX AT
1'06" ABOVE FLOOR LEVEL. TERMINATE (4) CAT5E CABLES.

17 SURFACE MOUNT (1) 3/4" EMT FROM CEILING HEIGHT TO
13'0" ABOVE FLOOR LEVEL. PULL (2) CAT5E CABLES
THROUGH.

4 EXISTING EMT CONDUIT. PULL (1) CAT5E CABLE THROUGH.

18 COIL 3' OF (2) CAT5E CABLES. TERMINATE (2) CAT5E
CABLES WITH RJ-45 MALE MOD PLUGS.

3 INSTALL (1) 1" SLEEVE THROUGH WALL. PULL (2) CAT5E
CABLES THROUGH. LEAVE 3' COIL ON EACH CAT5E CABLE.
TERMINATE (2) CAT5E CABLES WITH RJ-45 MOD PLUGS.

5 INSTALL (1) 1/2" EMT. PULL (1) CAT5E CABLE THROUGH.

6 INSTALL POLE MOUNT FOR SECURITY CAMERA. SEE DETAIL
ON SHEET 7.

8 INSTALL (1) 1" EMT CONDUIT RISER FROM IDF TO
WAREHOUSE CEILING ALONG EXISTING UNISTRUT
PATHWAY. PULL CAT5E CABLING THROUGH.

11 INSTALL (1) 1" EMT CONDUIT RISER FROM WAREHOUSE
CEILING TO DROP CEILING SPACE IN OFFICE ALONG
EXISTING UNISTRUT PATHWAY. PULL CAT5E CABLES
THROUGH.
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GENERAL NOTES:

UTILITY LOCATION CENTER AT LEAST 48 HOURS BEFORE ANY EXCAVATION TO REQUEST EXACT FIELD LOCATIONS OF EXISTING

AND AT POTENTIAL UTILITY CONFLICTS. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO RELOCATE ALL EXISTING

THE CONTRACTOR SHALL BE RESPONSIBLE FOR OBTAINING ALL NECESSARY PERMITS FROM ALL APPLICABLE AGENCIES.  THE

DISTURBING ACTIVITY OR CONSTRUCTION ON ANY AND ALL PUBLIC IMPROVEMENTS IF REQUIRED.

TO RELOCATIONS OR ADJUSTMENTS OF EXISTING UTILITIES DURING CONSTRUCTION, TO ASSURE THAT THE WORK IS

FOR CONTACTING ALL PARTIES AFFECTED BY ANY DISRUPTION OF ANY UTILITY SERVICE.

AND SPECIFICATIONS, AND ONE (1) COPY OF ANY PERMITS AND EXTENSION AGREEMENTS NEEDED FOR THE JOB ON-SITE AT ALL

OTHER AFFECTED PARTIES WHICH COULD INDICATE A SITUATION THAT IS NOT IDENTIFIED IN THE PLANS OR SPECIFICATIONS, THE

CONTRACTOR SHALL CONTACT THE ENGINEER IMMEDIATELY.

SPECIFICALLY STATED OTHERWISE.

CONTACT THE ENGINEER FOR CLARIFICATION AND NOTE ON THE RECORD DRAWINGS.

GROUND DISTURBING ACTIVITY. ALL E.S.C. MEASURES SHALL BE MAINTAINED IN GOOD REPAIR BY THE CONTRACTOR UNTIL SUCH

ALL WORK WITHIN THE PUBLIC RIGHT-OF-WAY IS SUBJECT TO THE JURISDICTION OF THE CITY OF BOTHELL ENGINEERING

ALL CONSTRUCTION OPERATIONS, INCLUDING THE WARMING UP, REPAIR, ARRIVAL, DEPARTURE OR RUNNING OF TRUCKS, EARTH

The locations of utilities shown on these drawing are only approximate.  MGC TECHNICAL CONSULTING, INC.  hereby disclaims any responsibility

to third parties for the accuracy of this information.  Persons working in the area covered by this drawing must contact the statewide

Call-Before-You-Dig System to ascertain the location of underground utilities prior to performing any excavation.

ALL MATERIALS, WORKMANSHIP, AND CONSTRUCTION OF UTILITY IMPROVEMENTS SHALL MEET OR EXCEED SITE WORK

STANDARDS AND THE STANDARDS AND SPECIFICATIONS SET FORTH IN THE CITY OF BOTHELL REGULATIONS AND APPLICABLE STATE

AND FEDERAL REGULATIONS. WHERE THERE IS CONFLICT BETWEEN THESE PLANS AND THE SPECIFICATIONS, OR ANY APPLICABLE

STANDARDS, THE HIGHER QUALITY STANDARD SHALL APPLY. ALL WORK WITHIN PUBLIC R.O.W. OR EASEMENTS MAY REQUIRE

INSPECTED AND APPROVED BY THE CITY OF BOTHELL INSPECTOR. INSPECTION SERVICES AND CONSTRUCTION CERTIFICATION TO

BE PROVIDED BY DESIGNEE OF PROJECT SPONSOR/OWNER.

THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES, AS SHOWN ON

THESE PLANS, IS BASED ON RECORDS OF THE VARIOUS UTILITY COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE

FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE LOCAL

UTILITIES. THE CONTRACTOR SHALL VERIFY PERTINENT LOCATIONS AND ELEVATIONS, ESPECIALLY AT THE CONNECTION POINTS

UTILITIES THAT CONFLICT WITH THE PROPOSED IMPROVEMENTS SHOWN ON THESE PLANS.

CONTRACTOR SHALL NOTIFY THE CITY OF BOTHELL INSPECTOR AT LEAST 48 HOURS PRIOR TO THE START OF ANY EARTH

THE CONTRACTOR SHALL COORDINATE AND COOPERATE WITH THE CITY OF BOTHELL AND ALL UTILITY COMPANIES WITH REGARD

ACCOMPLISHED IN A TIMELY FASHION, AND WITH A MINIMUM DISRUPTION OF SERVICE. THE CONTRACTOR SHALL BE RESPONSIBLE

THE CONTRACTOR SHALL HAVE ONE (1) SIGNED COPY OF THE APPROVED PLANS, ONE (1) COPY OF THE APPROPRIATE STANDARDS

THE CONTRACTOR SHALL BE RESPONSIBLE FOR ALL ASPECTS OF SAFETY INCLUDING, BUT NOT LIMITED TO: EXCAVATION,

TRENCHING, SHORING, TRAFFIC CONTROL, AND SECURITY.

IF, DURING THE CONSTRUCTION PROCESS, CONDITIONS ARE ENCOUNTERED BY THE CONTRACTOR, HIS SUBCONTRACTORS, OR

ALL REFERENCES TO ANY PUBLISHED STANDARDS SHALL REFER TO THE LATEST REVISION OF SAID STANDARD, UNLESS

FOR WORK AFFECTING PUBLIC ROADWAYS OR IF REQUIRED BY THE CITY OF BOTHELL, THE CONTRACTOR SHALL SUBMIT A

TRAFFIC CONTROL AND PHASING PLAN IN ACCORDANCE WITH M.U.T.C.D. FOR APPROVAL. PRIOR TO ANY CONSTRUCTION ACTIVITIES

WITHIN OR AFFECTING THE RIGHT-OF-WAY, THE CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING ANY AND ALL TRAFFIC

CONTROL DEVICES AS MAY BE REQUIRED BY SAID PLANS. PRIOR TO INSTALLATION A PRECONSTRUCTION CONFERENCE SHALL BE

HELD WITH CITY OF BOTHELL.

THE CONTRACTOR IS RESPONSIBLE FOR PROVIDING ALL LABOR AND MATERIALS NECESSARY FOR THE COMPLETION OF THE

INTENDED IMPROVEMENTS SHOWN ON THESE DRAWINGS OR DESIGNATED TO BE PROVIDED, INSTALLED, CONSTRUCTED, REMOVED

OR RELOCATED UNLESS SPECIFICALLY NOTED OTHERWISE.

PER AGENCY STANDARDS THE CONTRACTOR SHALL BE RESPONSIBLE FOR KEEPING ROADWAYS FREE AND CLEAR OF ALL

CONSTRUCTION DEBRIS AND DIRT TRACKED FROM THE SITE.

THE CONTRACTOR SHALL BE RESPONSIBLE FOR RECORDING RECORD INFORMATION ON A SET OF RECORD DRAWINGS KEPT AT

THE CONSTRUCTION SITE AND AVAILABLE TO THE CITY OF BOTHELL INSPECTOR AT ALL TIMES.

DIMENSIONS FOR LAYOUT AND CONSTRUCTION ARE NOT TO BE SCALED FROM ANY DRAWING. FOR ADDITIONAL INFORMATION

ALL EROSION AND SEDIMENT CONTROL (E.S.C.) MEASURES SHALL BE INSTALLED AT THE LIMITS OF CONSTRUCTION PRIOR TO

TIME AS THE ENTIRE DISTURBED AREAS ARE STABILIZED WITH HARD SURFACE OR LANDSCAPING.

DEPARTMENT STANDARD DETAILS AND SPECIFICATIONS.

MOVING EQUIPMENT, CONSTRUCTION EQUIPMENT AND ANY OTHER ASSOCIATED EQUIPMENT SHALL GENERALLY BE LIMITED TO THE

TIME PERIOD APPROVED BY THE CITY OF BOTHELL.

17. ALL CONSTRUCTION IS TO BE PREFORMED TO INDUSTRY ACCEPTABLE STANDARDS.

18. EACH FIBER CABLE SHALL BE TAGGED AT EACH ENDPOINT AND IN EACH VAULT WITH A OUTDOOR RATED FIBER TAG

DENOTING THE FIBER TYPE AND ENDPOINTS OF THE CABLE. (EG. "12CT SMF - MDF TO IDF-300").

19. ALL FIBER SHALL BE TERMINATED USING A CORE ALIGNMENT FUSION SPLICER.

20. MULE TAPE SHALL BE LEFT IN ALL CONDUIT PATHWAYS.

21. 3' SERVICE LOOP SHALL BE LEFT ON ALL NEW CAT5E/CAT6A CABLES AT IDF / MDF.

22. REPLACE FACE PLATE ON ALL ABANDONED DATA OUTLETS WITH STAINLESS STEEL BLANK COVER.

23. LABEL ALL STATION CABLING PER NORTHSHORE SCHOOL DISTRICT STANDARDS DOCUMENT AT PATCH PANEL AND AT FAR

END DROP LOCATION.

24. ALL NEW CABLE RUNS ALONG WALLS SHALL BE ENCLOSED IN WIRE-MOLD OR EMT TO OUTLET.

25. ALL NEW CABLING INSTALLED ABOVE DROP CEILING SHALL BE SECURED TO J-HOOK PATHWAY.

26. ALL NEW CABLING PASSING THROUGH UNDERGROUND CONDUITS MUST BE AT A MINIMUM BOTH CM & WET RATED (OSP

27. ALL COPPER CABLING TO BE TERMINATED AS T568A.
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CONSTRUCTION NOTES

1 PLACE (1) 2" EMT SLEEVE THROUGH SLAB IN EXISTING
SLAB CUT-OUT (NO GPR IMAGING REQUIRED) FROM MDF
ROOM TO LEVEL 1 DROP CEILING BELOW. PULL CABLING
THROUGH.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 11 & 12 FOR SITE PHOTOGRAPHS.

ADMIN BUILDING PLAN

MATCH TO SHEET 5
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7

MDF ROOM ABOVE. SEE SHEET 7

FOR ENLARGED PLAN.

1

KEY PLAN
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SMALL GYM, LARGE GYM & LOCKER ROOM PLAN

CONSTRUCTION NOTES

2 EXISTING (1) 2" EXPRESS CONDUIT FROM MDF TO GYM
AREA MECHANICAL MEZZANINE JUNCTION BOX. WRECK
OUT EXISTING CAT5 CABLING SPECIFIED ON SHEET 5. PULL
THROUGH (8) CAT6A-XE CABLES.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 11 & 12 FOR SITE PHOTOGRAPHS.

7
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'

MATCH TO SHEET 4
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7

MDF ROOM ABOVE. SEE SHEET 7

FOR ENLARGED PLAN.

MECH MEZZANINE, SEE SHEET 8

FOR ENLARGED PLAN.

3 EXISTING (1) 3/4" EXPRESS CONDUIT FROM MDF TO GYM
AREA MECHANICAL MEZZANINE JUNCTION BOX. WRECK
OUT (3) COAXIAL CABLES. DO NOT WRECK OUT (1) GRAY
INTERCOM CABLE. PULL THROUGH (4) PLENUM RATED
CAT5E CABLES.

2 3

4

4 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER. SEE SHEET 8 FOR CONTINUATION OF
PATHWAY.

5.1 SURFACE MOUNT (1) 1" EMT. PULL (2) CAT6A-XE
CABLES THROUGH.

5

6 EXISTING 3/4" SLEEVES FROM MECHANICAL
MEZZANINE TO DROP CEILING SPACE IN GIRLS LOCKER
ROOM. PULL (2) PLENUM RATED CAT5E CABLES & (4)
CAT6A-XE CABLES THROUGH.

7 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER. REMOVE CENTER KNOCKOUT AT BOTTOM OF
J-BOX. PAINT TO MATCH SURROUNDING
BACKGROUND DETAIL.

7

7 7

8
8 PLACE (1) 1" EMT THROUGH CMU WALL. PULL

CABLING THROUGH. FIRE SEAL.

8

9 EXISTING 3/4" SLEEVE FROM MECHANICAL
MEZZANINE TO DROP CEILING SPACE IN BOYS LOCKER
ROOM. PULL (2) PLENUM RATED CAT5E CABLES
THROUGH.

9

3
5
'

7
0
'

5

6

KEY PLAN

1

3

2

5 PLACE (1) 1" EMT THROUGH SHEETROCK WALL. FIRE
SEAL.
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CONSTRUCTION NOTES

10 EXISTING (1) 3/4" EXPRESS CONDUIT FROM MDF TO
COMMONS / STAGE. WRECK OUT EXISTING CAT5 CABLING.
PULL THROUGH (2) CAT6A-XE CABLES.

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 11 & 12 FOR SITE PHOTOGRAPHS.

COMMONS / CAFETERIA PLAN

1
1
0
'

1
1
0
'

MDF ROOM ABOVE. SEE SHEET 7

FOR ENLARGED PLAN.

11 EXISTING (1) 3/4" EXPRESS CONDUIT FROM MDF TO
COMMONS / STAGE. WRECK OUT EXISTING COAX
CABLING. PULL THROUGH (2) CAT6A-XE CABLES. CONDUIT
LABELED "STAGE + BAND" ON MDF END".

1011

12

12 REMOVE EXISTING DUPLEX LOW VOLT OUTLET (1-3-5,
1-3-6). INSTALL (1) RACEWAY DEVICE BOX AND BLANK
FACEPLATE OVER EXISTING OUTLET LOCATION. WRECK
OUT EXISTING NON METALLIC CABLE RACEWAY. INSTALL
NEW NON METALLIC CABLE RACEWAY FROM NEW
RACEWAY DEVICE BOX TO HEIGHT OF EXISTING WIRELESS
ACCESS POINT. REMOVE EXISTING WIRELESS ACCESS
POINT AND INSTALL 12"X12"X4" NEMA-1 METALLIC J-BOX
AT HEIGHT OF EXISTING WIRELESS ACCESSS POINT. COIL 3'
OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES TO
FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX SURFACE
MOUNT BISCUIT JACK INSIDE OF J-BOX. DRILL (1) 1" PASS
THROUGH IN CENTER OF J-BOX COVER.

14

15

13 REMOVE EXISTING DUPLEX COAX COVER. INSTALL (1)
SURFACE MOUNT 4"X4" METALLIC J-BOX OVER EXISTING
OUTLET LOCATION.

14 INSTALL (1) 1" SLEEVE THROUGH SHEETROCK WALL, SWEEP
UP TO DROP CEILING IN KITCHEN.

15 INSTALL RECESSED LOW VOLT OUTLET AT HEIGHT OF
EXISTING ELECTRICAL OUTLET. SEE SITE PHOTOS FOR
LOCATION.

KEY PLAN

4

5

12.1 INSTALL (1) RACEWAY DEVICE BOX AND BLANK FACEPLATE
OVER EXISTING COAX OUTLET LOCATION. INSTALL NON
METALLIC CABLE RACEWAY TO CEILING.

12.1
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CONSTRUCTION NOTES

MDF ROOM (C307) - ENLARGED PLAN

CONSTRUCTION NOTES

KEY PLAN

*GENERAL NOTE: LEAVE (1) MULE TAPE IN ALL

CONDUIT PATHWAYS FOR FUTURE CONSTRUCTION.

11

2 EXISTING (1) 2" EXPRESS CONDUIT FROM MDF TO GYM
AREA MECHANICAL MEZZANINE JUNCTION BOX. WRECK
OUT EXISTING CAT5 CABLING SPECIFIED ON SHEET 5. PULL
THROUGH (8) CAT6A-XE CABLES.

3 EXISTING (1) 3/4" EXPRESS CONDUIT FROM MDF TO GYM
AREA MECHANICAL MEZZANINE JUNCTION BOX. WRECK
OUT (3) COAXIAL CABLES. DO NOT WRECK OUT (1) GRAY
INTERCOM CABLE. PULL THROUGH (4) PLENUM RATED
CAT5E CABLES.

2

3

11 EXISTING (1) 3/4" EXPRESS CONDUIT FROM MDF TO
COMMONS / STAGE. WRECK OUT EXISTING COAX
CABLING. PULL THROUGH (2) CAT6A-XE CABLES. CONDUIT
LABELED "STAGE + BAND" ON MDF END".

16 EXISTING CABLE TRAY, PLACE (8) CAT6A-XE CABLES.

16

17

1

19

17 INSTALL 2" D-RING PATHWAY FROM CIELING TO TOP OF
NEW CONDUIT SLEEVE TO FLOOR 1.

1 PLACE (1) 2" EMT SLEEVE THROUGH SLAB IN EXISTING
SLAB CUT-OUT (NO GPR IMAGING REQUIRED) FROM MDF
ROOM TO LEVEL 1 DROP CEILING BELOW. PULL CABLING
THROUGH.

19 EXISTING FULL HEIGHT 2-POST STANDARD 19" TELECOM
RACK. INSTALL (1) 24 PORT CAT6A PATCH PANEL ABOVE
PANEL #1. LABEL CAT6A PATCH PANEL MDF #0.
TERMINATE NEW CAT6A CABLING. INSTALL (1) 24 PORT
CAT5E PATCH PANEL BELOW BOTTOM PATCH PANEL.
CONTACT NSD REPRESENTATIVE FOR LABELING SCHEME
FOR CAT5E PANEL. TERMINATE NEW CAT5E CABLING.

6

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 11 & 12 FOR SITE PHOTOGRAPHS.
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CONSTRUCTION NOTES

MECH RM 310 (GYM MECHANICAL MEZZANINE)

CONSTRUCTION NOTES

KEY PLAN

*GENERAL NOTE: LEAVE (1) MULE TAPE IN ALL

CONDUIT PATHWAYS FOR FUTURE CONSTRUCTION.

20 EXISTING JUNCTION BOX. CONTAINS PATHWAY TO MDF
(SEE NOTES 2, 3). INSTALL (1) 1" EMT FROM JUNCTION BOX
TO CEILING ALONG EX. UNISTRUT PATHWAY. PULL
THROUGH (4) CAT6A-XE CABLES & (2) PLENUM RATED
CAT5E CABLES.

8
'

20

32

2 EXISTING (1) 2" EXPRESS CONDUIT FROM MDF TO GYM
AREA MECHANICAL MEZZANINE JUNCTION BOX. WRECK
OUT EXISTING CAT5 CABLING SPECIFIED ON SHEET 5. PULL
THROUGH (8) CAT6A-XE CABLES.

3 EXISTING (1) 3/4" EXPRESS CONDUIT FROM MDF TO GYM
AREA MECHANICAL MEZZANINE JUNCTION BOX. WRECK
OUT (3) COAXIAL CABLES. DO NOT WRECK OUT (1) GRAY
INTERCOM CABLE. PULL THROUGH (4) PLENUM RATED
CAT5E CABLES.

21

21 INSTALL (1) 3/4" EMT FROM EX. J-BOX THROUGH WALL TO
GYM. PULL (2) CAT6A CABLES THROUGH. CONFIRM WALL
PENETRATION LOCATION WITH NSD REPRESENTATIVE.
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5

2
8
'

3'

3'

9
'

22

22 INSTALL 4"X4" J-BOX ADJACENT TO EXISTING J-BOXES
NEAR FLOOR LEVEL AND CORE  THROUGH WALL.. INSTALL
(1) 1" EMT FROM J-BOX TO CEILING HEIGHT. PULL
THROUGH (4) CAT6A-XE CABLES & (2) PLENUM RATED
CAT5E CABLES.

6

23

24

25

M
A

T
C

H
 
T

O
 
S

H
E

E
T

 
5

M
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E

E
T

 
5

6 EXISTING 3/4" SLEEVES FROM MECHANICAL
MEZZANINE TO DROP CEILING SPACE IN GIRLS LOCKER
ROOM. PULL (2) PLENUM RATED CAT5E CABLES & (4)
CAT6A-XE CABLES THROUGH.

9

23 EXISTING VACANT 1" EMT. PULL (2) PLENUM RATED CAT5E
CABLES THROUGH.

24 INSTALL (1) 3/4" EMT. PULL (2) PLENUM RATED CAT5E
CABLES THROUGH.

25 EX. J-BOX. DRILL 1/2" HOLE IN BACK OF J-BOX TO ALLOW
PATHWAY TO EXISTING 3/4" SLEEVE BEHIND J-BOX. PULL
CABLING THROUGH.

9 EXISTING 3/4" SLEEVE FROM MECHANICAL
MEZZANINE TO DROP CEILING SPACE IN BOYS LOCKER
ROOM. PULL (2) PLENUM RATED CAT5E CABLES
THROUGH.

7

8

9

#

SYMBOL CORRESPONDS TO PHOTO LOCATIONS AND

ORIENTATION. SEE SHEETS 11 & 12 FOR SITE PHOTOGRAPHS.
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26 EXISTING (4) 4" SLEEVES FROM MECHANICAL MEZZANINE
TO DROP CEILING SPACE. PULL CABLING THROUGH.

26

27

28

27 EXISTING CABLE TRAY ABOVE DROP CEILING. PLACE (4)
CAT6A-XE CABLES.

28 INSTALL (1) 1" SLEEVE. PULL (4) CAT6A-XE CABLES
THROUGH.

MECHANICAL MEZZANINE ROOM 303

& IDF ABOVE. SEE SHEET 10 FOR

ENLARGED DETAIL.
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26 EXISTING (4) 4" SLEEVES FROM MECHANICAL MEZZANINE
TO DROP CEILING SPACE. PULL CABLING THROUGH.

STAIRWAY

DOWN TO ROOM

111.
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26

27 EXISTING CABLE TRAY. PLACE (4) CAT6A-XE CABLES.

27

28

28 EXISTING FULL HEIGHT 2-POST STANDARD 19" TELECOM
RACK. INSTALL (1) 24 PORT CAT6A PATCH PANEL ABOVE
PANEL 1. LABEL NEW PATCH PANEL "PP-0".

28'

1
1
'
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PHOTO #1: SMALL GYM FACING SOUTHWEST PHOTO #2: LARGE GYM FACING WEST PHOTO #3: LARGE GYM FACING NORTHEAST

PHOTO #4: COMMONS FACING WEST

PHOTO #5: COMMONS FACING WEST

PHOTO #6: MDF ROOM FACING NORTH

4 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER. SEE SHEET 8 FOR CONTINUATION OF
PATHWAY.

7 PLACE (1) 12"X12"X4" NEMA-1 METALLIC J-BOX. COIL
3' OF (2) CAT6A CABLES. TERMINATE (2) CAT6A CABLES
TO FEMALE KEYSTONE JACKS & MOUNT IN DUPLEX
SURFACE MOUNT BISCUIT JACK INSIDE OF J-BOX.
DRILL (1) 1" PASS THROUGH IN CENTER OF J-BOX
COVER. REMOVE CENTER KNOCKOUT AT BOTTOM OF
J-BOX. PAINT TO MATCH SURROUNDING
BACKGROUND DETAIL.

5.1 SURFACE MOUNT (1) 1" EMT. PULL (2) CAT6A-XE
CABLES THROUGH.

14 INSTALL (1) 1" SLEEVE THROUGH SHEETROCK WALL, SWEEP
UP TO DROP CEILING IN KITCHEN.

15 INSTALL RECESSED LOW VOLT OUTLET AT HEIGHT OF
EXISTING ELECTRICAL OUTLET. SEE SITE PHOTOS FOR
LOCATION.

12.1 INSTALL (1) RACEWAY DEVICE BOX AND BLANK FACEPLATE
OVER EXISTING COAX OUTLET LOCATION. INSTALL NON
METALLIC CABLE RACEWAY TO CEILING.

17 INSTALL 2" D-RING PATHWAY FROM CIELING TO TOP OF
NEW CONDUIT SLEEVE TO FLOOR 1.

1 PLACE (1) 2" EMT SLEEVE THROUGH SLAB IN EXISTING
SLAB CUT-OUT (NO GPR IMAGING REQUIRED) FROM MDF
ROOM TO LEVEL 1 DROP CEILING BELOW. PULL CABLING
THROUGH.

20 EXISTING JUNCTION BOX. CONTAINS PATHWAY TO MDF
(SEE NOTES 2, 3). INSTALL (1) 1" EMT FROM JUNCTION BOX
TO CEILING ALONG EX. UNISTRUT PATHWAY. PULL
THROUGH (4) CAT6A-XE CABLES & (2) PLENUM RATED
CAT5E CABLES.

21 INSTALL (1) 3/4" EMT FROM EX. J-BOX THROUGH WALL TO
GYM. PULL (2) CAT6A CABLES THROUGH. CONFIRM WALL
PENETRATION LOCATION WITH NSD REPRESENTATIVE.

22 INSTALL 4"X4" J-BOX ADJACENT TO EXISTING J-BOXES
NEAR FLOOR LEVEL AND CORE  THROUGH WALL.. INSTALL
(1) 1" EMT FROM J-BOX TO CEILING HEIGHT. PULL
THROUGH (4) CAT6A-XE CABLES & (2) PLENUM RATED
CAT5E CABLES.

25 EX. J-BOX. DRILL 1/2" HOLE IN BACK OF J-BOX TO ALLOW
PATHWAY TO EXISTING 3/4" SLEEVE BEHIND J-BOX. PULL
CABLING THROUGH.

4

7

75.1

5 PLACE (1) 1" EMT THROUGH SHEETROCK WALL. FIRE
SEAL.

5.1

5

7

12.1

SURFACE MOUNT

WIRE MOLD

15

17

1
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PHOTO #7: MECH. MEZZANINE ROOM 310 FACING NORTH

PHOTO #8: MECH. MEZZANINE ROOM 310 FACING NORTH PHOTO #9: MECH. MEZZANINE ROOM 310 FACING WEST

20 EXISTING JUNCTION BOX. CONTAINS PATHWAY TO MDF
(SEE NOTES 2, 3). INSTALL (1) 1" EMT FROM JUNCTION BOX
TO CEILING ALONG EX. UNISTRUT PATHWAY. PULL
THROUGH (4) CAT6A-XE CABLES & (2) PLENUM RATED
CAT5E CABLES.

21 INSTALL (1) 3/4" EMT FROM EX. J-BOX THROUGH WALL TO
GYM. PULL (2) CAT6A CABLES THROUGH. CONFIRM WALL
PENETRATION LOCATION WITH NSD REPRESENTATIVE.

22 INSTALL 4"X4" J-BOX ADJACENT TO EXISTING J-BOXES
NEAR FLOOR LEVEL AND CORE  THROUGH WALL.. INSTALL
(1) 1" EMT FROM J-BOX TO CEILING HEIGHT. PULL
THROUGH (4) CAT6A-XE CABLES & (2) PLENUM RATED
CAT5E CABLES.

25 EX. J-BOX. DRILL 1/2" HOLE IN BACK OF J-BOX TO ALLOW
PATHWAY TO EXISTING 3/4" SLEEVE BEHIND J-BOX. PULL
CABLING THROUGH.

20

21

22

25
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